COMMENT RESOLUTION



September 17, 1999

This file documents a sampling of comments received as well as the major comments received on the issued for comment version of the Target Station and Beam Dump System Requirements Document (SRD).

Num
Comment
Resolution

1 


Add shielding oversight by SNS Radiation Safety Committee. (K Reece items 1-4)
Incorporated

2
Eliminate minor shielding calculations by A/E.
Eliminated

3 


Add references to PPS for access controls.
Added

4
Contract nuclear boundaries to only include hot cell.
Per meeting with K Reece and 

F Kornegay, boundary should stay as portrayed in SRD.

5
SRD will need to be revised during Title I. 

(T Mann)
Agreed

6
Provide activated gas handling/treatment for target shielding and beam dumps. (Target Systems, items 6-9)
Added this scope

7
Add SS liners in Target Utility area and beam dump utility areas.
Added this scope

8
Decrease beam dump shielding and increase area for utilities.
Incorporated

9
Multiple changes
Incorporated as appropriate

10
Enlarge satellite building from 40’ x 40’ to 50’ x 50’. (Instrument Systems – items 10-14)
Added this scope

11
Add 20’ wide building over beam line outside the target building.
Added this scope

12
Increase water flow rates and use chilled DI water instead of DI water.
Added this scope

13
Provided vibration requirements for beam line
Added requirement

14
Provide tight tolerances on settlement for beam lines
Tolerances are not economically achievable. ANL to provide robust adjustment capability. CF to ensure floor is stiff enough to prevent problems during equipment moving during operations

15
Use DOE-HDBK-1132-99, "Design Considerations" for design basis for ventilation and confinement where appropriate.

(M Harrington items 15-16)
Incorporated comment

16
Correct reference to hazard categorization.
Corrected reference.

17
The drawings should bear evidence that they have been issued for the intended use.

 (J Mashburn items 17-21)
Signed off drawings.

18
The Quality Verification Decal should have no blocks checked, and probably does not need to appear since none of the sheets appear to have details that it would apply to.
Corrected

19
Replace the reference to ES-3.1.2 with an industry standard so the project will not be following an unrelated company’s internal standard.
Corrected

20
The SNS Facility Energy Conservation Plan, SNS-6/97, Rev.1, dated September 1998 is unapproved. If it is needed here as a requirement, please provide it along with the SRD for review and approval.
Stated compliance with law and SNS procedure as guidance.

21
Assuming it is necessary to use a draft version, the draft DOE handbook will need to be made available in some controlled way—this paragraph could say “available from the SNS Project Document Center.”
Referenced DOE-HDBK-1132-99.

