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Target Building GC Addendum 2

Number REV No.  /  Date TitleSNS DCC Number StatusNotes
1.6.6 
J8E8520A011

0 Ring Injection Beam Stop Utilities Process Flow Diagram3/1/02 CFC

1.6.6 
J8E8520A020-1

1 Ring Injection Beam Stop Cooling Loop Main Loop P&ID, Sht 1 of 33/1/02 CFC

1.6.6 
J8E8520A020-2

1 Ring Injection Beam Stop Cooling Loop Cleanup/Sample Loops P&ID, Sht 
2 of 3

3/1/02 CFC

1.6.6 
J8E8520A020-3

1 Ring Injection Beam Stop Cooling Loop Drain Tank P&ID, Sht 3 of 33/1/02 CFC

1.6.6 
J8E8520A031

1 Ring Injection Building, Helium/Nitrogen & Vacuum, P&ID3/1/02 CFC

1.6.6 
J8E8520A500

1 Ring Injection Building, BDCE System, Plan View3/1/02 CFC

1.6.6 
J8E8520A501

1 Ring Injection Building, BDCE System, Sections & Details3/1/02 CFC

1.6.6 
J8E8520C500

1 Ring Injection Building, Activated Cooling Water System, Plan View3/1/02 CFC

1.6.6 
J8E8520C501

1 Ring Injection Building, Activated Cooling Water System, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8520C502

1 Ring Injection Building, Activated Cooling Water System, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8520C503

1 Ring Injection Building, Activated Cooling Water System, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8520C504

1 Ring Injection Building, Activated Cooling Water System, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8520H500

1 Ring Injection Building, Helium System, Plan View3/1/02 CFC

1.6.6 
J8E8520H501

1 Ring Injection Building, Helium System, Sections & Details3/1/02 CFC

1.6.6 
J8E8520H510

1 Ring Injection Building, Ring Injection Distribution Panel3/1/02 CFC

1.6.6 
J8E8520V500

1 Ring Injection Building, Vacuum System Plan View3/1/02 CFC

1.6.6 1 Ring Injection Building, Vacuum System, Sections & Details3/1/02 CFC
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J8E8520V501
1.6.6 
J8E8700A001-1

1 Target & Beam Stop Utilities Piping & Inst. Diagrams Legend - Sht 1 of 23/1/02 CFC

1.6.6 
J8E8700A001-2

1 Target & Beam Stop Utilities Piping & Inst. Diagrams Legend - Sht 2 of 23/1/02 CFC

1.6.6 
J8E8700A002

1 Target Cell Mercury Process Bay Piping & Inst. Diagram3/1/02 CFC

1.6.6 
J8E8700A012

0 Hg Exchanger Utilities Process Flow Diagram3/1/02 CFC

1.6.6 
J8E8700A013

0 Target Shroud/Proton Beam Window Utilities Process Flow Diagram3/1/02 CFC

1.6.6 
J8E8700A014

0 Moderators/Shutters/Inserts Utilities Process Flow Diagram3/1/02 CFC

1.6.6 
J8E8700A020

1 PC&E Hog Systems, RTBT Level, Plan View3/1/02 CFC

1.6.6 
J8E8700A021-1

1 Hg Exchanger Utilities Cooling Loop Main Loop Piping & Inst. Diagram 
Sht 1 of 3

3/1/02 CFC

1.6.6 
J8E8700A021-2

1 Hg Exchanger Utilities Cleanup/Sample Loops Piping & Inst. Diagram Sht 
2 of 3

3/1/02 CFC

1.6.6 
J8E8700A021-3

1 Hg Exchanger Utilities Drain TankPiping & Inst. Diagram Sht 3 of 33/1/02 CFC

1.6.6 
J8E8700A022-1

1 Target Shroud/Proton Beam Window Utilities Cooling Loop Main Loop 
Piping & Inst Diagram Sht 1 of 3

3/1/02 CFC

1.6.6 
J8E8700A022-2

1 Target Shroud/Proton Beam Window Utilities Cleanup/Sample Loops 
Piping & Inst Diagram Sht 2 of 3

3/1/02 CFC

1.6.6 
J8E8700A022-3

1 Target Shroud/Proton Beam Window Utilities Drain Tank Piping & Inst 
Diagram Sht 3 of 3

3/1/02 CFC

1.6.6 
J8E8700A023-1

1 Moderators/Shutters/Inserts Utilities Cooling Loop Main Loop Piping & 
Inst. Diagram Sht 1 of 4

3/1/02 CFC

1.6.6 
J8E8700A023-2

1 Moderators/Shutters/Inserts Utilities Piping & Inst. Diagram Sht 2 of 43/1/02 CFC

1.6.6 
J8E8700A023-3

1 Moderators/Shutters/Inserts Utilities Cleanup/Sample Loops Piping & Inst. 
Diagram Sht 3 of 4

3/1/02 CFC

1.6.6 
J8E8700A023-4

1 Moderators/Shutters/Inserts Utilities Drain Tank Piping & Inst. Diagram 
Sht 4 of 4

3/1/02 CFC

1.6.6 
J8E8700A024-1

1 Reflector Plugs Utilities Cooling Loop Main Loop Piping & Inst. Diagram 
Sht 1 of 4

3/1/02 CFC

1.6.6 
J8E8700A024-2

1 Reflector Plugs Utilities Piping & Inst. Diagram Sht 2 of 43/1/02 CFC

1.6.6 
J8E8700A024-3

1 Reflector Plugs Utilities Cleanup/Sample Loops Piping & Inst. Diagram 
Sht 3 of 4

3/1/02 CFC

1.6.6 
J8E8700A024-4

1 Reflector Plugs Utilities Drain Tank Piping & Inst. Diagram Sht 4 of 43/1/02 CFC

1.6.6 
J8E8700A025

1 Helium/Nitrogen System - P&ID3/1/02 CFC
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1.6.6 
J8E8700A026

1 Helium/Nitrogen System - P&ID3/1/02 CFC

1.6.6 
J8E8700A027

1 Helium/Nitrogen System - P&ID3/1/02 CFC

1.6.6 
J8E8700A028

1 Helium/Nitrogen System - P&ID3/1/02 CFC

1.6.6 
J8E8700A029

1 Drain Collection System Utilities Piping & Inst. Diagram3/1/02 CFC

1.6.6 
J8E8700A030

1 PC&E Hog Systems, Flow Schematic3/1/02 CFC

1.6.6 
J8E8700A100

1 PC&E Hog Systems, Light Water Station #1, Basement Level - Plan View3/1/02 CFC

1.6.6 
J8E8700A101

1 PC&E Hog Systems, Light Water Station #1, Sections & Details3/1/02 CFC

1.6.6 
J8E8700A200

1 PC&E Hog Systems, Light Water Station #2, Basement Level Plan View3/1/02 CFC

1.6.6 
J8E8700A201

1 PC&E Hog Systems, Light Water Station #2, Basement Level Plan View3/1/02 CFC

1.6.6 
J8E8700A300

1 PC&E Hog Systems, Light Water Station #3, Basement Level Plan View3/1/02 CFC

1.6.6 
J8E8700A301

1 PC&E Hog Systems, Light Water Station #3, Sections & Details 3/1/02 CFC

1.6.6 
J8E8700A302

1 PC&E Hog Systems, Light Water Station #3, Sections & Details 3/1/02 CFC

1.6.6 
J8E8700A400

1 PC&E Hog Systems, Heavy Water Station #4, Basement Level - Plan 
View

3/1/02 CFC

1.6.6 
J8E8700A401

1 PC&E Hog Systems, Heavy Water Station #4, Sections & Details3/1/02 CFC

1.6.6 
J8E8700C020

1 Activated Cooling Water System, Core Vessel Interface3/1/02 CFC

1.6.6 
J8E8700C100

1 Activated Cooling Water System, Light Water Station #1, Basement Level 
- Plan View

3/1/02 CFC

1.6.6 
J8E8700C101

1 Activated Cooling Water System, Light Water Station #1, Sections & 
Details 

3/1/02 CFC

1.6.6 
J8E8700C102

1 Activated Cooling Water System, Light Water Station #1, Sections & 
Details 

3/1/02 CFC

1.6.6 
J8E8700C103

1 Activated Cooling Water System, Light Water Station #1, Sections & 
Details 

3/1/02 CFC

1.6.6 
J8E8700C200

1 Activated Cooling Water System, Light Water Station #2, Basement Level 
Plan View

3/1/02 CFC

1.6.6 
J8E8700C201

1 Activated Cooling Water System, Light Water Station #2, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8700C202

1 Activated Cooling Water System, Light Water Station #2, Sections & 
Details 

3/1/02 CFC
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1.6.6 
J8E8700C203

1 Activated Cooling Water System, Light Water Station #2, Sections & 
Details 

3/1/02 CFC

1.6.6 
J8E8700C220

1 Activated Cooling Water System, Light Water Station #2, Walk-Thru Area 
- Plan View

3/1/02 CFC

1.6.6 
J8E8700C250

1 Activated Cooling Water System, Light Water Station #2, Core Vessel 
Plan View

3/1/02 CFC

1.6.6 
J8E8700C251

1 Activated Cooling Water System, Light Water Station #2, Delay Tank/Gls 
Tank Cavities Plan View

3/1/02 CFC

1.6.6 
J8E8700C252

1 Activated Cooling Water System, Light Water Station #2, Core Vessel - 
Elevation

3/1/02 CFC

1.6.6 
J8E8700C253

1 Activated Cooling Water System, Light Water Station #2, Delay Tank/Gls 
Tank Cavities Elevation

3/1/02 CFC

1.6.6 
J8E8700C300

1 Activated Cooling Water System, Light Water Station #3, Basement Level 
Plan View

3/1/02 CFC

1.6.6 
J8E8700C301

1 Activated Cooling Water System, Light Water Station #3, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8700C302

1 PC&E Hog System, Light Water Station #3, Sections & Details3/1/02 CFC

1.6.6 
J8E8700C303

1 Activated Cooling Water System, Light Water Station #3, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8700C350

1 Activated Cooling Water System, Light Water Station #3, Core Vessel - 
Plan View

3/1/02 CFC

1.6.6 
J8E8700C351

1 Activated Cooling Water System, Light Water Station #3, Delay Tank/Gls 
Tank Cavities - Plan View

3/1/02 CFC

1.6.6 
J8E8700C352

1 Activated Cooling Water System, Light Water Station #3, Core Vessel - 
Elevation

3/1/02 CFC

1.6.6 
J8E8700C353

1 Activated Cooling Water System, Light Water Station #3, Delay Tank/Gls 
Tank Cavities - Elevation

3/1/02 CFC

1.6.6 
J8E8700C354

1 Activated Cooling Water System, Light Water Station #3, Delay Tank/Gls 
Tank Cavities - Sections

3/1/02 CFC

1.6.6 
J8E8700C400

1 Activated Cooling Water System, Heavy Water Station #4, Basement 
Level Plan View

3/1/02 CFC

1.6.6 
J8E8700C401

1 Activated Cooling Water System, Heavy Water Station #4, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8700C402

1 Activated Cooling Water System, Heavy Water Station #4, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8700C403

1 Activated Cooling Water System, Heavy Water Station #4, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8700C404

1 Activated Cooling Water System, Heavy Water Station #4, Sections & 
Details

3/1/02 CFC

1.6.6 
J8E8700C420

1 Activated Cooling Water System, Heavy Water Station #4, Walk-Thru 
Area - Plan View

3/1/02 CFC

1.6.6 
J8E8700C450

1 Activated Cooling Water System, Heavy Water Station #4, Core Vessel - 
Plan View

3/1/02 CFC
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1.6.6 
J8E8700C451

1 Activated Cooling Water System, Heavy Water Station #4, Delay 
Tank/Gls Tank Cavities - Plan View

3/1/02 CFC

1.6.6 
J8E8700C453

1 Activated Cooling Water System, Heavy Water Station #4, Delay 
Tank/Gls Tank Cavities - Elevation

3/1/02 CFC

1.6.6 
J8E8700G001

1 Target and Dump Buildings Cover Sheet3/1/02 CFC

1.6.6 
J8E8700G002

1 Target & Dump Buildings Index Sheet3/1/02 CFC

1.6.6 
J8E8700G003

1 Target & Dump Buildings Misc Details3/1/02 CFC

1.6.6 
J8E8700G004

1 Target & Dump Buildings, Misc Details3/1/02 CFC

1.6.6 
J8E8700G005

1 Target & Dump Buildings, Misc Details 3/1/02 CFC

1.6.6 
J8E8700G006

1 Target & Dump Buildings, Misc Details3/1/02 CFC

1.6.6 
J8E8700G007

1 Target & Dump Buildings, Misc Details3/1/02 CFC

1.6.6 
J8E8700G010

1 Target Utility Building, Overall Pipe Routing, Instrument Level Plan View3/1/02 CFC

1.6.6 
J8E8700G011

1 Target Utility Building, Overall Pipe Routing, RTBT Level Plan View3/1/02 CFC

1.6.6 
J8E8700G012

1 Target & Dump Buildings, Overall Pipe Routing, Section & Details 3/1/02 CFC

1.6.6 
J8E8700G013

1 Target & Dump Buildings, Overall Pipe Routing, Section & Details 3/1/02 CFC

1.6.6 
J8E8700G020

1 Target & Dump Buildings, Ion Exchange Column & Filters, Assembly & 
Details

3/1/02 CFC

1.6.6 
J8E8700G030

1 Target & Dump Buildings, Drain Tank Details3/1/02 CFC

1.6.6 
J8E8700G031

1 Target & Dump Buildings, Gas/Liquid Separator Tank Details3/1/02 CFC

1.6.6 
J8E8700G050

1 Target Utility Building, Multi-Channel Manifold Cabinet P&ID3/1/02 CFC

1.6.6 
J8E8700G051

1 Target Utility Building, Multi-Channel Manifold Cabinet Routing Layout3/1/02 CFC

1.6.6 
J8E8700G052

1 Target Utility Building, Multi-Channel Manifold Cabinet Equipment List3/1/02 CFC

1.6.6 
J8E8700G053

1 Target Utility Building, Single Channel Manifold Cabinet P&ID3/1/02 CFC

1.6.6 
J8E8700G054

1 Target Utility Building, Single Channel Manifold Cabinet Routing Layout3/1/02 CFC

1.6.6 
J8E8700G055

1 Target Utility Building, Single Channel Manifold Cabinet Equipment List3/1/02 CFC

1.6.6 1 Target & Dump Buildings, Pipe Support Details3/1/02 CFC
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J8E8700G080
1.6.6 
J8E8700G081

1 Target & Dump Buildings, Pipe Support Details3/1/02 CFC

1.6.6 
J8E8700H010

1 Helium System, Instrument Level, Plan View3/1/02 CFC

1.6.6 
J8E8700H020

1 Helium System, RTBT Level, View3/1/02 CFC

1.6.6 
J8E8700H110

1 Helium Distribution Panel, Light Water Station #13/1/02 CFC

1.6.6 
J8E8700H111

1 Service Gallery Gas Panel and Operator Gallery Gas Panel3/1/02 CFC

1.6.6 
J8E8700H210

1 Proton Beam & Vac Pump Service Panel Located in Mezzanine3/1/02 CFC

1.6.6 
J8E8700H211

1 Proton Beam & Vac Pump Service Panel Located in Mezzanine3/1/02 CFC

1.6.6 
J8E8700H310

1 Helium Distribution Panel, Light Water Station #33/1/02 CFC

1.6.6 
J8E8700H410

1 Helium Distribution Panel, Heavy Water Station #43/1/02 CFC

1.6.6 
J8E8700V010

1 Vacuum System, RTBT Level Plan3/1/02 CFC

1.6.6 
J8E8700V011

1 Vacuum System, Instrument Level Plan3/1/02 CFC

1.6.6 
J8E8700V012

1 Vacuum System, Sections & Details3/1/02 CFC

1.6.6 
J8E8700V013

1 Vacuum System, Sections & Details3/1/02 CFC

1.6.6 
J8E8700W051

1 Low Level Liquid Waste, Bulk Shielding Liner Drain, Sections & Details3/1/02 CFC

A1.01.30 D Target Building, Fire, Exiting & Overall Plan, Level 13/1/02 For Information
A1.01.31 D 2TU Building, Fire, Exiting & Overall Plan, Level 13/1/02 For Information
A1.01.32 D 11TU Building, Fire, Exiting & Overall Plan, Level 13/1/02 For Information
A1.02.30 D Target Building - Fire, Exiting & Overall Plan - Level 23/1/02 For Information
A1.03.30 D Target Building - Fire, Exiting & Overall Plan - Level 33/1/02 For Information
A1.04.30 D Target Building - Fire, Exiting & Overall Plan - Level 43/1/02 For Information
A1.05.30 C Target Building - Fire, Exiting & Overall Plan - Level 53/1/02 For Information
A1.09.30 1 Target Building - Roof Plan - Level 93/1/02 CFC
A1.09.31 1 2TU, 11TU & Compressor Buildings - Roof Plans - Level 93/11/02 CFC
A1.A1.30 D Target Building - Enlarged Site Plan3/11/02 For Information
A1.B1.30 D Target Building, Fire, Exiting & Overall Plan, Level B13/1/02 For Information
A2.01.41 2 Target Building Floor Plan, Instrument Level, Level 1, Sector 413/11/02 CFC
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A2.01.42 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 423/1/02 CFC
A2.01.43 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 433/11/02 CFC
A2.01.44 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 443/1/02 CFC
A2.01.45 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 453/1/02 CFC
A2.01.46 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 463/1/02 CFC
A2.01.47 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 473/1/02 CFC
A2.01.48 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 483/1/02 CFC
A2.01.49 1 Target Building Floor Plan, Instrument Level, Level 1, Sector 493/1/02 CFC
A2.01.50 1 2TU Building - Floor Plans, Instrument Level - Level 1, Sector 503/1/02 CFC
A2.01.56 1 11TU Building - Floor Plan, Instrument Level - Level 1, Sector 563/1/02 CFC
A2.02.45 1 Target Building - Floor Plan, Mezzanine Level - Level 2, Sector 453/1/02 CFC
A2.02.47 1 Target Building - Floor Plan, Mezzanine Level - Level 2, Sector 473/1/02 CFC
A2.02.48 1 Target Building - Floor Plan, Mezzanine Level - Level 2, Sector 483/1/02 CFC
A2.02.49 1 Target Building - Floor Plan, Mezzanine Level - Level 2, Sector 493/1/02 CFC
A2.02.50 1 2TU Building - Floor Plan, Mezzanine Level - Level 2, Sector 503/1/02 CFC
A2.02.56 1 11TU Building - Floor Plan, Mezzanine Level - Level 2, Sector 563/1/02 CFC
A2.03.48 1 Target Building - Floor Plan, High Bay Level - Level 3, Sector 483/1/02 CFC
A2.04.47 1 Target Building - Floor Plan, Truss Level - Level 4, Sector 473/1/02 CFC
A2.04.48 1 Target Building - Floor Plan, Truss Level - Level 4, Sector 483/1/02 CFC
A2.04.49 1 Target Building - Floor Plan, Truss Level - Level 4, Sector 493/1/02 CFC
A2.05.42 1 Target Building - Floor Plan, Truss Level - Level 5, Sector 423/1/02 CFC
A2.05.48 1 Target Building - Floor Plan, Truss Level - Level 5, Sector 453/1/02 CFC
A3.10.30 1 Target Building, Exterior Elevations3/1/02 CFC
A3.10.31 1 Target Building, Exterior Elevations3/1/02 CFC
A3.10.32 1 2TU Building, Exterior Elevations3/1/02 CFC
A3.10.33 1 11TU Building, Exterior Elevations3/1/02 CFC
A3.10.35 1 Compressor Building Elevations3/1/02 CFC
A3.20.30 1 Target Building - Building Sections3/1/02 CFC
A3.20.31 1 Target Building, Building Sections3/1/02 CFC
A3.20.32 1 Target Building, Building Sections3/1/02 CFC
A3.20.33 1 Target Building - Building Sections3/1/02 CFC
A3.20.34 1 2TU Building - Building Sections3/1/02 CFC
A3.20.39 1 11TU Building - Building Sections3/1/02 CFC
A3.30.30 1 Target Building - Building Sections3/11/02 CFC
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A3.30.31 1 Target Building - Building Sections - RTBT Tunnel3/1/02 CFC
A3.30.32 1 Target Building - Building Sections3/1/02 CFC
A3.30.33 1 Target Building - Building Sections3/1/02 CFC
A3.30.34 1 Target Building - Building Sections3/1/02 CFC
A3.30.35 1 Target Building - Building Sections3/1/02 CFC
A3.30.36 1 Target Building, Building Sections3/1/02 CFC
A3.30.37 1 Target Building, Building Sections3/1/02 CFC
A3.30.38 1 Target Building - Building Sections3/1/02 CFC
A3.30.39 1 Target Building - Building Sections3/1/02 CFC
A3.40.30 1 Target Building - Enlarged Exterior Elevations3/1/02 CFC
A3.40.31 1 Target Building - Enlarged Exterior Elevations3/1/02 CFC
A3.40.32 1 2TU and 11TU Building - Enlarged Exterior Elevations3/1/02 CFC
A5.30.30 1 Target Building - Stair Sections3/1/02 CFC
A5.30.31 1 Target Building - Stair Sections3/1/02 CFC
A6.01.47 1 Target Building - Reflected Ceiling Plans3/11/02 CFC
A6.01.50 0 Target Building - 2TU & 11TU Building Reflected Ceiling Plans3/1/02 CFC
A7.30.31 1 Target Building Crane Door Details3/1/02 CFC
A8.20.31 1 Target Building - Roof & Wall Details3/1/02 CFC
A8.20.32 1 Target Building - Roof & Wall Details3/1/02 CFC
A8.20.33 1 Target Building - Roof & Wall Details3/1/02 CFC
A9.30.30 1 Target Buiding - Partition Schedule & Details3/11/02 CFC
A9.30.31 1 Target Building - Target, 2TU & 11TU Buildings - Crane Information3/1/02 CFC
C0.38.01 1 Target Building - Key Map and Drawing Index3/11/02 CFC
C1.48.01 1 Target Building - Retaining Wall Site Plan3/11/02 CFC
C3.38.01 1 Target Building - Grading and Drainage Plan3/11/02 CFC
E0.00.02 9 Electrical Notes3/11/02 CFC
E2.10.31 1 Target Building Electrical Single Line Diagram Unit Substation - TA-SS23/11/02 CFC
E2.10.32 1 Target Building Electrical Single Line Diagram Unit Substation - TA-SS3 & 

TA-SS4
3/1/02 CFC

E3.01.41 1 Target Building Electrical Lighting Plan, Level 1, Sector 413/1/02 CFC
E3.01.43 1 Target Building Electrical Lighting Plan, Level 1, Sector 433/1/02 CFC
E3.01.44 1 Target Building Electrical Lighting Plan, Level 1, Sector 443/11/02 CFC
E3.01.45 1 Target Building Electrical Lighting Plan, Level 1, Sector 453/1/02 CFC
E3.01.46 1 Target Building Electrical Lighting Plan, Level 1, Sector 463/1/02 CFC
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E3.01.47 1 Target Building Electrical Lighting Plan, Level 1, Sector 473/1/02 CFC
E3.01.48 1 Target Building Electrical Lighting Plan, Level 1, Sector 483/1/02 CFC
E3.01.49 1 Target Building Electrical Lighting Plan, Level 1, Sector 493/1/02 CFC
E3.01.50 1 Instrument 2TU Enclosure Electrical Lighting Plan, Level 1, Sector 503/1/02 CFC
E3.01.56 1 Instrument 11TU Enclosure Electrical Lighting Plan, Level 1, Sector 563/11/02 CFC
E3.02.41 1 Target Building - Electrical Lighting Plan - Level 2, Sector 413/11/02 CFC
E3.02.43 1 Target Building - Electric Lighting Plan - Level 2, Sector 433/11/02 CFC
E3.02.51 1 Compressor Building - Electric Lighting Plan - Level 2, Sector 513/1/02 CFC
E3.04.42 1 Target Building Electrical Lighting Plan, Level 4, Sector 423/1/02 CFC
E3.04.48 1 Target Building Electrical Lighting Plan, Level 4, Sector 483/1/02 CFC
E3.B1.44 1 Target Building Electrical Lighting Plan - Level B1, Sector 443/11/02 CFC
E3.B1.46 1 Target Building Electrical Lighting Plan - Level B1, Sector 463/11/02 CFC
E3.B1.47 1 Target Building Electrical Lighting Plan - Level B1, Sector 473/11/02 CFC
E3.B1.48 1 Target Building Electrical Lighting Plan, Level B1, Sector 483/1/02 CFC
E3.B1.49 1 Target Building HVAC Piping Floor Plan, Basement, Level B1 Sector 493/11/02 CFC
E4.01.44 1 Target Building Electrical Power Plan, Level 1, Sector 443/1/02 CFC
E4.01.45 1 Target Building Electrical Power Plan, Level 1, Sector 453/11/02 CFC
E4.01.46 1 Target Building Electrical Power Plan, Level 1, Sector 463/1/02 CFC
E4.01.47 1 Target Building Electrical Power Plan, Level 1, Sector 473/11/02 CFC
E4.01.48 1 Target Building Electrical Power Plan, Level 1, Sector 483/11/02 CFC
E4.01.49 3 Target Building Electrical Power Plan Level 1 Sector 493/1/02 CFC
E4.01.50 1 Target Building Electrical Power Plan, Level 1, Sector 503/1/02 CFC
E4.01.56 1 Instrument 11TU Enclosure Electrical Power Plan - Level 1, Section 563/11/02 CFC
E4.02.41 2 Target Building Electrical Power Plan Level 2 Sector 413/1/02 CFC
E4.02.42 1 Target Building Electrical Power Plan Level 2 Sector 423/1/02 CFC
E4.02.43 1 Target Building Electrical Power Plan Level 2 Sector 433/1/02 CFC
E4.02.47 1 Target Building Electrical Power Plan Level 2 Sector 473/1/02 CFC
E4.02.51 1 Target Building Electrical Power Plan Level 2 Sector 513/1/02 CFC
E4.03.42 1 Target Building Electrical Power Plan Level 3 Sector 423/1/02 CFC
E4.03.45 1 Target Building Electrical Power Plan Level 3 Sector 453/1/02 CFC
E4.03.49 1 Target Building Electrical Power Plan Level 3 Sector 493/1/02 CFC
E4.04.41 1 Target Building Electrical Power Plan Level 4 Sector 413/1/02 CFC
E4.04.43 1 Target Building Electrical Power Plan Level 4, Sector 433/1/02 CFC
E4.04.44 1 Target Building Electrical Power Plan Level 4, Sector 443/1/02 CFC
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E4.04.46 1 Target Building Electrical Power Plan Level 4, Sector 463/1/02 CFC
E4.04.47 1 Target Building Electrical Power Plan Level 4, Sector 473/11/02 CFC
E4.04.48 1 Target Building Electrical Power Plan Level 4, Sector 483/1/02 CFC
E4.B1.41 1 Target Building Electrical Power Plan, Level B1, Sector 413/1/02 CFC
E4.B1.43 1 Target Building Electrical Power Plan, Level B1, Sector 433/1/02 CFC
E4.B1.44 1 Target Building Electrical Power Plan, Level B1, Sector 443/1/02 CFC
E4.B1.45 1 Target Building Electrical Power Plan, Level B1, Sector 453/1/02 CFC
E4.B1.46 1 Target Building Electrical Power Plan, Level B1, Sector 463/1/02 CFC
E4.B1.47 2 Target Building Electrical Power Plan, Level B1, Sector 473/1/02 CFC
E4.B1.48 1 Target Building Electrical Power Plan, Level B1, Sector 483/11/02 CFC
E4.B1.49 1 Target Building Electrical Power Plan, Level B1, Sector 493/1/02 CFC
E5.01.44 1 Target Building Electrical Auxiliary Plan - Level 1, Sector 443/1/02 CFC
E5.01.46 1 Target Building Electrical Auxiliary Plan - Level 1, Sector 463/1/02 CFC
E5.01.47 1 Target Building Electric Auxiliary Plan, Level 1, Sector 473/1/02 CFC
E5.01.48 0 Target Building Electrical Auxiliary Plan, Level 1, Sector 483/1/02 CFC
E5.01.49 1 Target Building Electrical Auxiliary Plan - Level 1, Sector 493/1/02 CFC
E5.03.45 1 Target Building Electric Auxiliary Plan, Level 3, Sector 453/1/02 CFC
E5.B1.47 1 Target Building Electrical Auxiliary Plan - Level B1, Sector 473/1/02 CFC
E6.01.46 1 Target Building - Electric Communications Plan - Level 1, Sector 463/11/02 CFC
E6.02.51 1 Compressor Building - Electrical Communications Plan - Level 2, Sector 

51
3/1/02 CFC

E6.B1.47 1 Target Building Electrical Communications Plan, Level B1, Sector 473/1/02 CFC
E7.01.49 3 Target Building Electrical Grounding Plan, Level 1, Sector 493/1/02 CFC
E7.02.41 1 Target Building - Electrical Grounding Plan - Level 2, Sector 413/1/02 CFC
E7.02.43 1 Target Building - Electrical Grounding Plan - Level 2, Sector 433/1/02 CFC
E7.03.49 1 Target Building - Electrical Grounding Plan - Level 3, Sector 493/11/02 CFC
E7.09.47 1 Target Building - Electrical Grounding Plan - Level 9, Sector 473/11/02 CFC
E7.09.48 1 Target Building - Electrical Grounding Plan - Level 9, Sector 483/11/02 CFC
E7.09.49 1 Target Building - Electrical Grounding Plan - Level 9, Sector 493/11/02 CFC
E7.B1.46 3 Target Building Electrical Grounding Plan, Level B1, Sector 463/1/02 CFC
E7.B1.48 2 Target Building Electrical Grounding Plan, Level B1, Sector 483/1/02 CFC
E9.11.30 1 Target Building - MCC Details3/1/02 CFC
E9.11.31 1 Target Building MCC Details3/1/02 CFC
E9.11.32 1 Target Building - MCC Details3/1/02 CFC
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E9.11.33 1 Target Building - MCC Details3/1/02 CFC
E9.21.30 1 Target Building Panel Schedules Sheet 13/1/02 CFC
E9.21.31 1 Target Building Panel Schedules Sheet 23/1/02 CFC
E9.21.32 1 Target Building Panel Schedules Sheet 33/1/02 CFC
E9.21.33 1 Target Building Panel Schedules Sheet 43/2/02 CFC
E9.21.34 1 Target Building Panel Schedules Sheet 53/2/02 CFC
E9.21.35 1 Target Building Panel Schedules Sheet 63/2/02 CFC
E9.21.36 1 Target Building Panel Schedules Sheet 73/2/02 CFC
E9.21.37 1 Ring Extraction Dump Building Panel Schedules Sheet 83/2/02 CFC
G0.10.30 0 Target Building Cover Sheet3/1/02 CFC
G1.20.33 0 Target Building - Project Sheet Index 3/1/02 CFC
H0.00.04 5 Mechanical - Pipe and Ductwork Schedule3/1/02 CFC
H2.01.45 1 Target Building - HVAC Floor Plan, Instrument Level - Level 1, Sector 453/1/02 CFC
H2.01.47 1 Target Building - HVAC Floor Plan, Instrument Level - Level 1, Sector 473/1/02 CFC
H2.01.49 1 Target Building - HVAC Floor Plan, Instrument Level - Level 1, Sector 493/1/02 CFC
H2.01.50 1 Target Building - HVAC Floor Plan, 2TU - Level 1, Sector 503/1/02 CFC
H2.02.47 1 Target Building - HVAC Floor Plan, Mezzanine - Level 2, Sector 473/1/02 CCF
H2.03.47 1 Target Building - HVAC Floor, High Bay - Level 3, Sector 473/1/02 CFC
H2.03.56 1 TARGET BUILDING - HVAC FLOOR PLAN, HIGH BAY - LEVEL 3, 

SECTOR 56
3/1/02 CFC

H2.04.47 1 Target Building - HVAC Floor Plan, Truss Level - Level 4, Sector 473/1/02 CFC
H2.B1.44 1 Target Building HVAC Floor Plan, Basement Level B1, Sector 443/1/02 CFC
H2.B1.45 1 Target Building HVAC Floor Plan, Basement Level B1, Sector 453/1/02 CFC
H2.B1.48 1 Target Building - HVAC Floor Plan, Basement - Level B1, Sector 483/1/02 CFC
H3.B1.41 1 Target Building - HVAC Piping Floor Plan, Basement - Level B1, Sector 

41
3/1/02 CFC

H3.B1.43 1 Target Building - HVAC Piping Floor Plan, Basement - Level B1, Sector 
43

3/1/02 CFC

H3.B1.44 1 Target Building - HVAC Piping Floor Plan, Basement - Level B1, Sector 
44

3/1/02 CFC

H3.B1.45 1 Target Building - HVAC Piping Floor Plan, Basement - Level B1, Sector 
45

3/1/02 CFC

H3.B1.46 1 Target Building - HVAC Piping Floor Plan, Basement - Level B1, Sector 
46

3/1/02 CFC

H5.10.30 3 Target Building - Sections3/1/02 CFC
H5.10.32 1 Target Building - Instrument Enclosure 2TU - Sector 503/1/02 CFC
H5.10.37 1 Target Building - Sections3/1/02 CFC
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H5.10.44 1 11TU BUILDING - BUILDING SECTIONS3/1/02 CFC
H5.10.46 1 TARGET BUILDING - SECTIONS3/1/02 CFC
H6.10.05 1 Standard Mechanical Details - Sheet 5 of 73/1/02 CFC
H6.10.07 1 Standard Mechanical Details - Sheet 7 of 73/1/02 CFC
H6.10.08 1 STANDARD - MECHANICAL DETAILS - SHEET 8 OF 113/1/02 CFC
H6.10.09 1 STANDARD - MECHANICAL DETAILS - SHEET 9 OF 113/1/02 CFC
H7.20.30 1 Target Building - Chilled Water Flow Diagram3/1/02 CFC
H7.40.30 1 Target Building - HOG Exhaust System Flow Diagram3/1/02 CFC
H9.10.32 1 Target Building - HVAC Schedule3/1/02 CFC
J1.15.30 1 Target Building - Power Panel Schedules TA-3PP4A & TA-3PP4B3/1/02 CFC
J1.18.30 1 TARGET BUILDING - MOTOR CONTROL CENTER, MCC8 ONE-LINE 

DIAGRAM
3/1/02 CFC

J3.11.36 1 TARGET BUILDING - HOT CELL ROOF TEE UPRIGHT3/1/02 CFC
J3.22.30 1 TARGET BUILDING - LLLW SAMPLING STATION ASSEMBLY3/1/02 CFC
J3.23.30 1 TARGET BUILDING - INPUT ENCLOSURE ASSEMBLY3/1/02 CFC
J3.23.31 1 TARGET BUILDING - INPUT ENCLOSURE SUPPLEMENTAL 

SHIELDING
3/1/02 CFC

J3.23.32 1 TARGET BUILDING - INPUT ENCLOSURE EMBEDDED TUNNEL 
WELDMENT

3/1/02 CFC

J3.23.33 1 TARGET BUILDING - INPUT ENCLOSURE TUBING WELDMENT3/1/02 CFC
J3.23.34 1 TARGET BUILDING - INPUT ENCLOSURE SHAFT3/1/02 CFC
J3.23.35 1 TARGET BUILDING - INPUT ENCLOSURE LEFT SHIELD PANEL3/1/02 CFC
J3.23.36 1 TARGET BUILDING - INPUT ENCLOSURE RIGHT SHIELD PANEL3/1/02 CFC
J3.23.38 1 TARGET BUILDING - INPUT ENCLOSURE TOP ACCESS PLUG3/1/02 CFC
J3.23.39 1 TARGET BUILDING - INPUT ENCLOSURE FRONT SHIELD PANEL3/1/02 CFC
J3.25.30 1 TARGET BUILDING - INPUT ENCLOSURE ROLLING DOOR 

ASSEMBLY
3/1/02 CFC

J3.25.31 0 TARGET BUILDING - INPUT ENCLOSURE RAIL3/1/02 CFC
J3.25.33 1 TARGET BUILDING - INPUT ENCLOSURE ROLLING DOOR 

WELDMENT
3/1/02 CFC

J3.43.30 1 TARGET BUILDING - 2 INCH DOUBLE CONTAINED HOT CELL PIPE 
PENETRATION WELDMENT

3/1/02 CFC

J3.45.39 1 TARGET BUILDING - MERCURY PUMP PENETRATION BANK3/1/02 CFC
J3.52.32 1 TARGET BUILDING - UPPER ROTATING IN-CELL SHIELD DOOR 

WELDMENT
3/1/02 CFC

J3.52.35 1 TARGET BUILDING - UPPER ROTATING IN-CELL SHIELD DOOR 
SHAFT

3/1/02 CFC
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J3.62.33 1 TARGET BUILDING - BOTTOM LOADING SYSTEM PLATFORM 

WELDMENT
3/1/02 CFC

J3.65.31 0 TARGET BUILDING - DMST-8405, COMPONENT DRAWING3/1/02 CFC
J5.01.45 2 TARGET BUILDING - PIPING PLAN INSTRUMENT LEVEL, SECTOR 453/1/02 CFC
J5.10.36 2 TARGET BUILDING - LLLW PARTIAL PLAN AND SECTION3/1/02 CFC
J5.10.39 1 TARGET BUILDING - LLLW SECTIONS3/1/02 CFC
J5.20.35 1 TARGET BUILDING - PIPING ELEVATIONS INSTRUMENT LEVEL, 

SECTOR 45
3/1/02 CFC

J6.02.45 1 TARGET BUILDING - LIGHTING PLAN MEZZANINE LEVEL SECTOR 453/1/02 CFC
J6.20.30 1 TARGET BUILDING - HOT CELL & GALLERY NORTH ELEV. 

INSTRUMENT LEVEL, SECTOR 45
3/1/02 CFC

J6.20.31 1 TARGET BUILDING - HOT CELL & GALLERY SOUTH ELEV. 
INSTRUMENT LEVEL, SECTOR 45

3/1/02 CFC

J6.30.31 1 TARGET BUILDING - AUXILIARY ARRANGEMENT PLAN 
INSTRUMENT LEVEL SECTOR 45

3/1/02 CFC

J6.30.32 1 TARGET BUILDING - POWER PLAN INSTRUMENT LEVEL SECTOR 453/1/02 CFC
J6.30.33 1 TARGET BUILDING - POWER ELEVATION INSTRUMENT LEVEL 

SECTOR 45
3/1/02 CFC

J7.02.45 1 Target Building - Mechanical Equipment Installation, Mezzanine Level 
Plan

3/1/02 CFC

J7.03.45 1 Target Building - Mechanical Equipment Installation, High Bay Plan3/1/02 CFC
J7.10.30 1 Target Building - Mechanical Equipment Installation, Instrument Level 

Sections
3/1/02 CFC

J7.20.30 1 Target Building - Mechanical Equipment Installation, Instrument Level 
Elevations

3/1/02 CFC

J8.20.30 1 TARGET BUILDING - LINER ELEVATIONS SECTOR 453/1/02 CFC
J9.10.30 1 TARGET BUILDING - EMBEDMENT LOCATION SECTIONS 

INSTRUMENT LEVEL, SECTOR 45
3/1/02 CFC

J9.20.30 1 TARGET BUILDING - EMBEDMENT LOCATION ELEVATIONS 
INSTRUMENT LEVEL, SECTOR 45

3/1/02 CFC

J9.20.33 1 TARGET BUILDING - EMBEDMENT LOCATION ELEVATIONS 
INSTRUMENT LEVEL, SECTOR 45

3/1/02 CFC

P2.01.47 1 Target Building - Plumbing Floor Plan, Instrument Level, Level 1, Sector 
47

3/1/02 CFC

P2.02.47 1 Target Building - Plumbing Floor Plan, Mezzanine, Level 2, Sector 473/1/02 CCF
P2.04.47 1 TARGET BUILDING - PLUMBING FLOOR PLAN, TRUSS LEVEL - 

LEVEL 4, SECTOR 47
3/1/02 CFC

P3.B1.41 0 TARGET BUILDING - PLUMBING FLOOR PLAN, BASEMENT - LEVEL 
B1, SECTOR 41

3/1/02 CFC

P3.B1.44 1 Target Building Plumbing Floor Plan, Basement, Level B1, Sector 443/1/02 CFC
P3.B1.45 1 TARGET BUILDING - PLUMBING FLOOR PLAN, BASEMENT - LEVEL 

B1, SECTOR 45
3/1/02 CFC
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P3.B1.47 1 TARGET BUILDING - PLUMBING FLOOR PLAN, BASEMENT - LEVEL 

B1, SECTOR 47
3/1/02 CFC

P6.10.03 4 Standard Plumbing Details (LLLW, PSCW, PD)Target - Sheet 3 of 53/1/02 CFC
P7.10.30 1 Target Building DI Water Flow Diagram3/1/02 CFC
P7.10.31 1 Target Building DI Water Flow Diagram3/1/02 CFC
P7.50.32 1 TARGET BUILDING - HELIUM SYSTEM - TRUCK FILL STATION3/1/02 CFC
P7.50.34 1 Ring Injection Building Helium/Nitrogen System P&ID3/1/02 CFC
P9.10.30 4 Target Building - Plumbing Schedules3/1/02 CFC
P9.10.32 1 TARGET BUILDING - PLUMBING SCHEDULES3/1/02 CFC
R8E8700A001 0 Target Building and Beam Dump Utilities - Penetration Schedules3/11/02 CFC
R8E8700E015 0 Target Bldg & Beam Dump Utilities I&C Equip. & Conduit Plan Level 1 

Sector 45
3/11/02 CFC

R8E8700E021 0 Target Bldg & Beam Dump Utilities I&C Equip. & Conduit Plan Level 2 
Sector 42

3/11/02 CFC

R8E8700E024 0 Target Bldg & Beam Dump Utilities I&C Equip. & Conduit Plan Level 2 
Sector 45

3/11/02 CFC

R8E8700E031 0 Target Bldg & Beam Dump Utilities I&C Equip. & Conduit Plan Level 3 
Sector 42

3/11/02 CFC

R8E8700E035 0 Target Bldg & Beam Dump Utilities I&C Equip. & Conduit Plan Level 3 
Sector 45

3/11/02 CFC

S0.10.30 3 Target Building, Structural Notes, Abbreviations, and Symbols3/11/02 CFC
S2.01.41 4 Target Building Framing Plan, Instrument Level, Level 1, Sector 413/1/02 CFC
S2.01.42 4 Target Building Framing Plan, Instrument Level, Level 1, Sector 423/1/02 CFC
S2.01.43 5 Target Building Framing Plan, Instrument Level, Level 1, Sector 433/1/02 CFC
S2.01.45 4 Target Building Framing Plan, Instrument Level, Level 1, Sector 453/1/02 CFC
S2.01.47 4 Target Building Framing Plan, Instrument Level, Level 1, Sector 473/1/02 CFC
S2.01.48 4 Target Building Floor Plan, Instrument Level, Level 1, Sector 483/1/02 CFC
S2.01.49 5 Target Building Framing Plan, Instrument Level, Level 1, Sector 493/1/02 CFC
S2.01.50 2 Building 2TU Foundation Plan Level, Sector 503/1/02 CFC
S2.02.41 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 413/1/02 CFC
S2.02.42 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 423/1/02 CFC
S2.02.43 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 433/1/02 CFC
S2.02.44 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 443/1/02 CFC
S2.02.45 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 453/1/02 CFC
S2.02.46 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 463/1/02 CFC
S2.02.47 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 473/1/02 CFC
S2.02.48 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 483/1/02 CFC
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S2.02.49 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 493/1/02 CFC
S2.02.51 1 Target Building - Framing Plan, Mezzanine - Level 2, Sector 513/1/02 CFC
S2.03.42 1 Target Building - Framing Plan, High Bay Level - Level 3, Sector 423/1/02 CFC
S2.03.45 1 Target Building - Framing Plan, High Bay Level - Level 3, Sector 453/1/02 CFC
S2.03.48 1 Target Building - Framing Plan, High Bay Level - Level 3, Sector 483/1/02 CFC
S2.04.41 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 413/11/02 CFC
S2.04.42 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 423/11/02 CFC
S2.04.43 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 433/11/02 CFC
S2.04.44 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 443/11/02 CFC
S2.04.45 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 453/11/02 CFC
S2.04.46 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 463/11/02 CFC
S2.04.47 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 473/11/02 CFC
S2.04.48 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 483/11/02 CFC
S2.04.49 1 Target Building - Mechanical Platform, Truss Level, Level 4, Sector 493/11/02 CFC
S2.09.41 1 Target Building - Framing Plan, Low Roof Level, Sector 413/11/02 CFC
S2.09.42 1 Target Building - Framing Plan, High Roof Level, Sector 423/11/02 CFC
S2.09.43 1 Target Building - Framing Plan, Low Roof Level, Sector 433/11/02 CFC
S2.09.44 1 Target Building - Framing Plan, Low Roof Level, Sector 443/11/02 CFC
S2.09.45 1 Target Building - Framing Plan, Low Roof Level, Sector 453/11/02 CFC
S2.09.46 1 Target Building - Framing Plan, Low Roof Level, Sector 463/11/02 CFC
S2.09.47 1 Target Building - Framing Plan, Low Roof Level, Sector 473/11/02 CFC
S2.09.48 1 Target Building - Framing Plan, High Roof Level, Sector 483/11/02 CFC
S2.09.49 1 Target Building - Framing Plan, Low Roof Level, Sector 493/11/02 CFC
S2.09.50 1 Building 2TU - Crane Girder and Roof Framing Plans, Level 1, Sector 503/1/02 CFC
S2.09.56 1 Building 11TU - Crane Girder and Roof Framing Plans, Sector 563/1/02 CFC
S3.20.31 1 Target Building, Target Vessel and RTBT Tunnel, Chopper Block-Steel 

Column Details
3/1/02 CFC

S3.20.32 1 Target Building, Sections and Details, Chopper Block-Steel Column 
Details

3/1/02 CFC

S4.10.30 1 Target Building Concrete Elevations3/1/02 CFC
S4.10.31 1 Target Building Concrete Elevations3/1/02 CFC
S4.10.32 2 Target Building - Concrete Elevations3/1/02 CFC
S4.20.30 4 Dump Buildings, Concrete Sections3/1/02 CFC
S4.20.34 5 Target Building - Sections and Details - Concrete Sections3/1/02 CFC
S4.21.36 2 Building 2TU Concrete Sections and Details Sector 503/1/02 CFC
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S4.30.30 3 Target Building - Concrete Schedules and Details - Sections & Details3/1/02 CFC
S5.10.30 1 Target Building, Column Lines "A", "K", "D.5", "G.5", Steel Elevations3/1/02 CFC
S5.10.31 1 Target Building, Column Lines "E" and "G", Steel Elevations3/11/02 CFC
S5.10.32 1 Target Building - Column Lines "1", "5" and "15" - Steel Elevations3/1/02 CFC
S5.10.33 1 Target Building - Column Lines "2", "5", and "4" - Steel Elevations and 

Details
3/1/02 CFC

S5.10.34 1 Target Building - Column Line "6" through "14" - Steel Elevations3/1/02 CFC
S5.10.35 1 Target Building - Steel Elevations and Details3/1/02 CFC
S5.10.36 1 Dump Buildings Sections and Details, Sector 523/1/02 CFC
S5.10.37 1 Target Building - Sections and Details3/1/02 CFC
S5.10.38 1 TARGET BUILDING - COLUMN LINES "A" , "K", "D.5", "G.5" - STEEL 

GIRT ELEVATIONS
3/1/02 CFC

S5.10.39 1 BUILDING 2TU - STEEL GIRT ELEVATIONS - SECTOR 503/1/02 CFC
S5.11.30 1 BUILDING 11TU - STEEL GIRT ELEVATIONS - SECTOR 563/1/02 CFC
S5.11.31 1 Target Building - Steel Girt Elevations3/1/02 CFC
S5.20.30 2 Target Building Sections and Details3/1/02 CFC
S5.20.31 1 Building 2TU - Steel Sections and Details - Sector 503/1/02 CFC
S5.20.32 1 Building 11TU - Steel Sections and Details - Sector 563/1/02 CFC
S5.20.33 0 Compressor Building - Steel Sections and Details - Sector 5110/26/01 CFC
S5.20.34 1 Target Building - Sections and Details3/1/02 CFC
S5.20.35 1 Target Building - Typical Girt Details3/11/02 CFC
S6.01.45 2 Target Building, Sleeve Penetration Layout, Level 1, Sector 453/11/02 CFC
U6.10.10 0 Target Utilities Penetration Details3/1/02 CFC
U6.10.32 1 TARGET BUILDING - PENETRATIONS PLAN - INSTRUMENT LEVEL3/1/02 CFC
U6.10.33 2 TARGET BUILDING - PIPING INTERFACE PLAN - INSTRUMENT 

LEVEL
3/1/02 CFC

U6.10.34 2 Target Utility Building - Penetrations Sections and Details - Basement and 
High Bay Levels

3/1/02 CFC

U6.10.35 1 TARGET BUILDING - PIPING INTERFACE - LEVEL 2 - PLAN VIEW3/1/02 CFC

Prolog Manager Printed on:  3/18/02 Page 16

Target Building GC Addendum 21044-2


