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SHEET NOTES:

1. LEVEL 4 ELEVATION
138'-9" (1114.74")

2. OCCUPANCY TYPE - F
FACTORY — INDUSTRIAL

3. CONSTRUCTION TYPE - IV
ONE-HOUR PROTECTED

4, RATED WALL LEGEND
e ) HR,
RATED FIRE WALL AS REQUIRED FOR A SHAFT
ENCLOSURE BY TABLE 705.1.2 SBC
OR AS REQUIRED BY TARGET BUILDING PSAR

- am e mi| HR,

RATED FIRE WALL FOR PROTECT OF ADJACENT TRUSS

AS REQUIRED BY NEXUS TECH. SERVICES FIRE HAZARDS ANALYSIS
OR AS COMMONLY REQUIRED BY MOST CODES

5. DOOR ACCESS LEGEND.
ALL DOORS OPEN FREELY
IN THE DIRECTION OF EGRESS

DOORS TO REMAIN
¥ LOCKED, KEY REQUIRED
FOR ACCESS

ACCESS CONTROLLED

AV_® > BY BADGE READER
ACCESS CONTROLLED BY
> PERSONAL PROTECTION
SYSTEM

NO ACCESS ALLOWED
¥ DOOR FOR EMERGENCY
EXIT ONLY

20'-0"

D ARROW DENOTES ACCESS SIDE
v

: 6. ALL COL. TO HAVE 2 HR FIRE RATED RESISTANCE

UP TO THE BOT. OF THE TRUSS
AS REQUIRED PER NEXUS TECH. SERVICES FIRE HAZARDS ANALYSIS
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. FLOOR BEAMS AND BRACES
FOR MEZZANINE AND STRUC.
BRACES ARE UNPROTECTED
PER NEXUS TECH. SERVICES FIRE HAZARDS ANALYSIS
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