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NEXT ASS‘'Y: FINAL ASS‘Y:
O O 1. COORDINATE EXACT LOCATION OF EACH LIGHTING FIXTURE WITH CABLE TRAY
' LAYOUTS AND AR DUCT LAYOUTS.
2. FIXTURES SHALL BE LOCATED AT THE SAME ELEVATION IN EACH ROOM, UON.
6 1 7 8 9 10 11 12
! 1 3. FOR LIGHTING PANEL SCHEDULES SEE DWG E9.21.34
1
4. FOR LIGHTING FIXTURE SCHEDULES SEE DWG E9.30.01
: ' ‘ ! ' ! ! 5. PROVIDE 2" RIGID GALVANIZED STEEL SLEEVES FOR ALL CONCRETE CEILING

AND WALL CONDUIT PENETRATIONS.
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SCALE: 1/4" = 1’-0"
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