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1. SEE DWG E8.10.30, EB.10.31, EB.10.32 & E8.10.33 FOR MCC SCHEDULES, 6. SYMBOL DENOTES WALL AND FLOOR PENETRATION. REFER TO FOR ALL PERSONNEL PROTECTION SYSTEM (PPS) EQUIPMENT PPS SIGNAL CABLING
£2.10.30, E2.10.31, £2.10.32 FOR SINGLE LINES DIAGRAM AND DWG E9.40.30 FOR PENERATION SEHEDULE. USED AS PART OF SAFETY SYSTEM MUST BE RUN SEP?&ATELY FROMD g&gtz;gé%g DWG NORTH
191.30 THRU 37 FOR PANEL SCHEDULES. CABLING. PPS SAFETY CABLING CAN RUN IN SHARED TRAY WITH DIVI M RS
E9.2 TRAY) AND SHORT RUN OF CONDUIT FROM EACH DETECTOR LOCATION BACK TO THE £
2. [73 L CONDUIT ADJACENT OR CONDUT TO CABLE TRAY 7. B——— SYMBOL DENOTES CONDUIT/CABLE TRAY SUPPORT FROM WALL/CEILING, AR e, > TRAY. PPS SIGNAL CABLES AND THE CONDUIT DROPS WILL BE )
T T #1 #2 OR §3, ETC. m- — @ REFER TO DETALS 13, 14, 15 26, 35 & 43 ‘ S
| X" - DENOIES CACLE TRAY LAYER NOT ALL SUPPORTS ARE SHOWN. THIS DESIGNATION ONLY SHOWS THE NGOz EACH PPS DEVICE WILL REQUIRE 120V UPS POWER FEED FROM UPS PANEL , L , ,
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3 _ THIRD LAYER TRAY CABLE TRAY SUPPORTS. TO NEARBY DEVICE LOCATIONS, BY OTHERS. y
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5. TA-XX ) SYMBOL DENOTES FEEDER TAG NO. SEE DWG E9.40.30 STAINLESS STEEL ENCLOSURES. 7019 Scarboro Road, MS 8253
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