o / v J \ 4 T e &~ NEXT ASS’Y: "FINAL ASS'Y:
LAMPS LAMPS
SYMBOL DESCRIPTION QY | WATTS TYPE DIFFUSER MOUNTING VOLTS MANUFACTURER CATALOG NUMBER ADDITIONAL REQUIREMENTS SYMBOL DESCRIPTION QY | WaTTs TYPE DIFFUSER MOUNTING VOLTS MANUFACTURER CATALOG NUMBER ADDITIONAL REQUIREMENTS
@ ' X 4 FLUORESCENT 10% UPLIGHT 3| 3 F3218 TUBE PEDANT 27N DAYBRITE 1F332-PP-277-1/21-EB NOTE 1 2 X 4' SURFACE PARALOUVER FLUORESCENT FIXTURE 3 “ F3T8 8 CELL SURFACE oy OAYBRITE PSAP332- 3652771 /21—EB NOTE 1
SURFACE @ spgmm
H \oT USED SHEET NOTES:
” 1" X 4’ SURFACE PARALOUVER FLUORESCENT FIXTURE 2 32 F3218 16 CELL SURFACE 27N DAYBRITE 1S3P232-28SL~277-1/2-EB NOTE 1
SEl 1. PROVIDE ELECTRONIC ENERGY EFFICIENT FLUORESCENT BALLAST A
vy SPECULAR
@ SAME AS TYPE "A" EXCEPT 2 LAMP 2 32 F3218 TUBE PE%[;ANT 27N DAYBRITE 1F252-PP-277-1/21-EB NOTE. 1 2" X 4" SURFACE PARALOUVER FLUORESCENT FIXTURE 2 32 F32T8 16 CELL SURFACE 27N DAYBRITE 254P232-28SL-277 2. PROVIDE HIGH POWER FACTOR BALLAST.
SURFACE SEMI OR: PENDANT 3. PROVIDE NUMBER OF BALLASTS IN FIXTURE AS REQUIRED TO ACCOMPLISH
SPECULAR SWITCHING AS INDICATED ON PLANS.
FIBERGLASS FLUORESCENT LUMINAIRE WITH 2 32 F3218 ACRYLIC PENDANT 27N COOPER LIGHTING VT2-232-277-LEOCB-WL-THE NOTE 2, 10 A
GASKETED LENS. OR “ 1" X 4' FLUORESCENT WRAP AROUND 2 32 F3278 PRISMATIC SURFACE 27NV DAYBRITE AWN232-277-1/2-EB NOTE 1 4. PROVIDE COLD TEMPERATURE BALLAST, SUITABLE TO O.
SUTABLE FOR DUST/WET LOCATION. SURFACE | FIXTURE 5. Q- THIS IS A QUARTZ STANDBY OPTION DESIGNED FOR AUXILIARY LIGHT
DURING THE H..D. LAMP COOL-DOWN PERIOD AFTER A MOMENTARY POWER
CONPACT FLUORESCENT SHOWER LIGHT 1 13 QUAD DROP CEILING 27N PRESCOLITE CBX-TL41-277 NOTE 2, 10 A OUTAGE,
WITH REFLECTOR TUBE OPAL GLASS SURFACE @ 20" X 4’ RECESSED FLUOURESCENT FIXTURE 3 32 F3278 ACRYLIC RECESSED 27N DAYBRITE 2006332-FS01-277—1/3-EB NOTE 2
GRID | 6.  CEILING COMPATIBILITY FOR ALL RECESSED FIXTURES TO BE
CONTRACTOR BEFORE ORDERING.
CONPACT FLUORESCENT DOWN LIGHT 2 13 TWIN SPECULAR CANOPY 27 PRESCOLITE CFR813-ST572 125 OLASS
8" HORIZONTAL OPEN R RECESSED @ 2'X4' LAY=IN STATIC W/FLAT STEEL DOOR 3 32 F32T8 ACRYLIC RECESSED 27N DAYBRITE 2DG332-FS01-277-1/3-EB A T L O R O T  ANSRORUERSS
ﬁ\_ 8. X - SIGNIFIES INFORMATION TO BE SUPPLIED BY ELECTRICAL
FIBERGLASS FLUORESCENT LUMINAIRE WITH 3 32 F3278 ACRYLIC PENDANT 2T GUTH LIGHTING "DURACLAMP" DC4—3F32-1 NOTE 2 CONTRACTOR.
GASKETED LENS. OR 6" X 4 INDIRECT SOLID BOTTOM WALL MOUNTED 1 32 F3278 WALL 27N OPTIKA 0P3012-4-W~F02-277
SUIABLE_FOR DUST/WET LOCATION. SURFACE @ FIXTURE.  EXTRUDED ALUMINUM HOUSING MOUNTED S RO X uRE M ca0W HALOGEN LAV 277V. FOR A
G SAME AS TYPE "B3" EXCEPT 3 3 F32T8 CLEAR PENDANT 27V | GUTH LIGHTING ST6-4G3F32-2 NOTE 2 A A 10. FOR ALL FIXTURES IN TUNNELS & TUNNEL ACCESS WAYS PROVIDE ONLY
B4 STAINLESS STEEL HOUSING GLASS LENS OR WALL LUMINAIRE WITH SHIELDED LIGHT 1 100 ED-17-MH STIPPLED BRACKET 27NV BEGA 2479-MH MOUNTING HARDWARE ELECTROMAGNETIC BALLASTS.
SURFACE SOURCE, HID WEATHERPROOF TEMPERED MOUNTED SUPPLIED.
\ |saME AS "B” EXCEPT 2 k) F32T8 ACRYLIC PENDANT 27N DAYBRITE VIPA232CA-277-1/2-LT—EB ADD LOW TEMP TO CAT. NO.
LOW TEMPERATURE BALLAST. OR WALL MOUNTED FULLY INCLOSED AND GASKETED 1 70 MH - WALL 27N McPHILBEN 3A353100ED—17MH—277VWP SUITABLE FOR OUTDOOR USE
SURFACE NOTE 4 DOWN LIGHT
1'X4’ LAY IN STATIC FLUORESCENT FIXTURE WITH 3 32 F3218 ACRYLIC RECESSED 27V DAYBRITE 1DF332-FS01-277—-1/3EB ~ v had VoM VYOIV YV VY VYV VoV vV
@ FLAT STEEL DOOR AND ACRYLIC DIFFUSER DRYWALL 1" X 44" EXPLOSIONPROOF FLUORESCENT FIXTURE 4 F39BX T6 - PENDANT 27N CROUSE=HINDS EVFT24371-S714-GB CL1 DV 1 GROUP B AREA ?A
4 LAMPS W/REFLECTOR SPX25
APANYANYA U ANAN Ao LA A N " a n A R /\//
_ @ 2'X4' LAY IN PARALOUVER FLUORESCENT FIXTURE 3 32 F3278 18 CELL RECESSED 27N DAYBRITE 2PAGA332-365L-277 NOTE 3 I = S A BN W S\ S W o WA N P N N = (S N = g o -\ N
/ \ \|  sem GRID INDIRECT SECTIONAL PENDANT MOUNTED FIXTURE 1 PER 32 F3278 - PENDANT TN LUNA 22218EB277V
SPECULAR @ 8'-0" LONG #
SECTION
1'X4" LAY-IN STATIC W/FLAT STEEL DOOR 2 32 F3278 18 CELL RECESSED 27NV DAYBRITE 1DFAZ32-FS19-277 1/2 EB SUITABLE FOR KITCHEN USE
SUITABLE FOR AIR HANDLING SEMI GRID WALL MOUNTED INDIRECT LIGHTING &'-0" 1 PER k) F3278 HAMMERTONE WALL 27N LUNA 241109EB277V
SPECULAR " REFLECTOR
SECTION
SAME AS "C" EXCEPT 2'X4’ 2 32 F3278 ACRYLIC RECESSED 27TV DAYBRITE 2DG232-FS01-277-1/2 EB
GRID 16’ LONG PENDANT MOUNTED INDIRECT LIGHTING 2 PER 32 F3278 - SURFACE/ 27N LUNA 2221016DIM277V USE 4’ MODULES ONLY
" PENDANT DIMMING BALLAST
SECTION
F 2'X4' LAY IN PARALOUVER FLUORESCENT FIXTURE 2 32 F3278 16 CELL RECESSED 27N DAYBRITE 2P4GA232-265L~277
/ ” \ SEMI GRID 12' WALL WASHER 2 PER 32 F3278 SPECULAR RECESSED 27N LUNA WWW4000 WW~2221016EB277V
SPECULAR @ " CLEAR
SECTION REFLECTOR
@ SAME AS "C4" EXCEPT 4 32 F32T8 24 CELL RECESSED 27N DAYBRITE 2PAGA432-465L-277-2/2 EB
SEMI GRID 12’ LONG PENDANT MOUNTED INDIRECT LIGHTING 2 PER 32 F3278 - PENDANT 27N LUNA 222101268277V
SPECULAR "
SECTION
2'X4’ LAY IN PARALOUVER FLUORESCENT FIXTURE 3 32 F3218 18 CELL RECESSED 27N DAYBRITE 2P4FA332-365L-277
SEMI DRYWALL 4 LONG PENDANT MOUNTED INDIRECT LIGHTING 2 PER 32 F32T8 - PENDANT 27N LUNA 222104EB277V
SPECULAR @ g
~ SECTION
| 1°X4' WALL MOUNTED FLUORESCENT 2 32 F32T8 ACRYLIC WALL OR 27N DAYBRITE WB232-CP-277-1/2-£B
LENS CEILING 8 LONG PENDANT MOUNTED INDIRECT LIGHTING 2 PER 32 F3218 - PENDANT 2T LUNA 222100EB277V
4’
SECTION
1°X4" WALL MOUNTED DOWN LIGHT 2 32 F32T8 DIAMOND WALL 27N LIGHTOLIER CWB220WB27750
FACETED 4 LINEAR ASYMMETRICAL UPLIGHT WITH REFLECTOR 1 3 F32T8 REFLECTOR SURFACE 27N ELLIPTIPAR F306-A332-S-00-2-000
REFLECTOR @
SINGLE FACE DIFFUSED LIGHT EMITTING DIODES 1 45 LED N/A UNIVERSAL 27V EXITRONIX 702-LB-WH ,
(LED) EXIT SIGN. FULLY ILLUMINATED STROKES WITH @ RECESSED PERIMETER TROUGH SYSTEM 2 PER 32 F3278 SEMI RECESSED 27N LIGHTOLIER PTS7248277E82 USE 4’ MODULES ONLY, FOR
RED LED'S & WHITE ENCLOSURE, LESS BATTERY. 4 SPECULAR LAVATORY USE ONLY.
SECTION REFLECTOR
E @ SAME AS TYPE "E" EXCEPT DOUBLE FACE 1 45 LED N/A UNIVERSAL 27N EXITRONIX 703-LB~WH
LYTECASTER 6" COMPACT FLUORESCENT 1 3 32WTTT SEMI RECESSED 27N LIGHTOLIER 1100F32T2/1146
@ DOWNLITE SPECULAR
REFLECTOR
COMERCIAL EMERGENCY LIGHT FIXTURE 2 7.2 NOBO7W N/A SURFACE | 120/277v PRESCOLITE ELB4-NB Zi}
SURFACE MOUNT, DUAL LAMP, NICAD BATTERY @ RECESSED CALCULITE 6" COMPACT FLUORESCENT 1 32 32WTTT SPECULAR RECESSED 27N LIGHTOLIER 8021WHW,/61328U
CLEAR
REFLECTOR
@ LOW BAY INDUSTRIAL LIGHTING FIXTURE 1 250 MH ACRYLIC PENDANT 27N DAYBRITE/ LLB-25-MH-27-LRA NOTE 2 A
METAL HALIDE LENS (UON) BENJAMIN LYTEDROP PENDANT MOUNTED LOW VOLTAGE 1 20 T4 BRUSHED PENDANT 12V LIGHTOLIER 8603WH/8631WH/8647BA USED OVER FOOD COUNTERS IN
@ SHADED FIXTURE ALUMINUM SERVERY.
SHADE
= @ SAME AS TYPE "G" EXCEPT METAL HALIDE 1 250 MH ACRYLIC PENDANT 27N DAYBRITE/ LLB—25-MH—27-Q~LRA NOTE 2,5 & 9 A
WITH EMERGENCY HALOGEN LAMP LENS (UON) BENJAMIN RECESSED CALCULITE 8" COMPACT FLUORESCENT 1 42 4217 WHITE RECESSED 27N LIGHTOLIER 8023WHW/8142VU USED AROUND OVAL STAIRCASE
@ REFLECTOR
CALCULITE 7 1/2" HID LENSED DOWNLITE 1 70 70W MH BLACK RECESSED 27N LIGHTOLIER LD7VBKWLD7V7O0HAF 2277
REFLECTOR RECESSED LYTECASTER 6" COMPACT FLUORESCENT 1 32 32WTTT FRENSEL RECESSED TN LIGHTOLIER 1100F3212/1126 SUITABLE FOR WET LOCATIONS
LENSLITE
REFLECTOR
LOW BAY INDUSTRIAL 175W METAL HALIDE 1 175 MH ACRYLIC PENDANT 2T DAYBRITE LLB~175~M-277~LRA
LENS 6" LENSED COMPACT FLUORESCENT DOWNLIGHT 1 32 |4omm FRENSE RECESSED 277 LIGHTHOLIER 8091FCLWG1328U 0" BALLAST
LENSLITE
REFLECTOR
D LOW BAY INDUSTRIAL 175W METAL HALIDE 1 175 MH ACRYLIC PENDANT 27N DAYBRITE LLB—175-M~277-Q~LRA NOTE 5 HALOGEN ADJUSTABLE PAR38 WITH NOMINAL 1 100 | 100PAR/HIR/FL40
W/QUARTZ STANDBY LENS 6" APERATURE, CLEAR ALUMINUM REFLECTOR, LAMP BY GE. RECESSED 120 KURT VERSEN  |c7311 STAGE
@ 45 TILT AND 360° ROTATION
FLOOD LIGHT OUTDOOR 1 400 MH TEMPERED WALL 27N DAYBRITE FLM 400M MEDIUM FLOOD LIGHT, NEMA 7x6 METAL HALIDE SPOT-LIGHT WITH METAL COLD 1 150 | CDM—15016/830 SURFACE 277 ETC SF—PAR—MCM—277—400MFL
@ GASKETED BRACKET 45 DEGREE AMING TILT MIRROR REFLECTOR, SNAP IN SPREAD LENSES, LAMP BY PHILIPS FINISH BY ARCHITECT.
LENS INSULATED LENS ROTATION RING AND ELECTRONIC E.C. TO REFER TO DRAWINGS TO
QUARTZ HALOGEN 1 500 | 50073Q/CL SURFACE 120V LUMARK QZ5L—WHT REMOTE BALLAST BY AROMAT MAKE NECESSARY PROVISIONS
FLOOD LIGHT WITH FIXTURE MOUNTED ON LAMP BY PHILIPS A) CONVERTER KIT Enlighten (WhiteLight) | KIT-2 FOR LOCATION OF REMOTE
ADJUSTABLE STEM MOUNTING ARM AND & B) SAFETY CHAIN ETC 2005C ELECTRONIC BALLAST. ALL CALBLE
U.L. LISTED FOR WET LOCATION. C) YOKE LENGTHS TO BE COORDINATED
FLOOD LIGHT, GASKETED, PRECAST ALUMINUM D) 6" TOP HAT 400PTHG
— HOUSING AND DOOR WITH TEMPERED GLASS 1 1000 MH WALL 27N DAYBRITE FLL-Y—BTL10XMMT—PW8 45 DEGREE AMING TILT & E) SET OF FOUR LENSES 400-L54
LENS. DARK BRONZE POLYESTER POWER BRACKET F) C—CLAMP < 200CC
COATED. U.L. LISTED FOR WET LOCATION. 26— ELLIPSOIDAL SPOTLIGHT 1 575 |HPL=575/115X CLAMPED T0 120 ETC 226-8
CLEAR A) 36" CORD WITH NYLON SLEEVE (EXTRA LONG PIPE
WALL PACK, METAL HALIDE WITH DIE CAST 1 100 MH PRIMATIC WALL 2T DAYBRITE WLM—100-M-27 MOUNTING HARDWARE AS B) YOKE LIFE 2000hrs)
ALUMINUM HOUSING, WEATHERPROOF BOROSILICATE BRACKET REQUIRED C) TEMPLATE_HOLDER 200PH-A
GLASS D) SAFETY CHAIN 200SC
CLEAR E) 26° LENS TUBE WITH LENS INSTALLED 426LT
SAME AS TYPE "H" EXCEPT 175 W 1 175 MH PRIMATIC WALL 27N DAYBRITE WLM—175-M-27 MOUNTING HARDWARE AS F) C—CLAMP 400CC
@ | BOROSILICATE BRACKET REQUIRED G) 6.25°COLOR FRAME 400CF
GLASS 15 —30'—ELLIPSOIDAL ZOOM 1 575  |HPL-575/115X CLAMPED T0 120 ETC 41530
A) 36" CORD WITH NYLON SLEEVE (extra long life 2000hrd) PIPE
C CANOPY LIGHT-MED 21 1/8"SQ X 10°HID SURFUCE DROPPED CEILING 27N SPAULDING HTIl~CM~M250~DA—277-DBZ NOTE 2, 10 @ B) YOKE
MOUNTED LUMINAIRE, ALUMINUM HOUSING, DARK 1 250 MH ACRYLIC SURFACE LIGHTING, INC. C) TEMPLATE HOLDER 200PH—A
@ BRONZE COLOR, WITH DROP REFRACTOR REFRACTOR D) SAFETY CHAIN 400SC
TYPE VS DIST. BALLAST CWA TYPE, HPF. E) 26° LENS TUBE WITH LENS INSTALLED 22617
A F) C—CLAMP 400CC
- SAME AS TYPE "J" EXCEPT WITH QUARTZ STANDBY 1 250 MH DROPPED CEILING 27N SPAULDING HTll~CM~-M250~DA~277—~QZ~DBZ NOTE 2, 10 G) 6.25°COLOR FRAME 207CF
ON EMERGENCY—GENERATOR-CIRCUIT ACRYLIC SURFACE LIGHTING, INC. QUARTZ HALOGEN DOWNLIGHT WITH 45' 1 750 | QZ50MC—ESM PENDANT 120 RAMBUSCH PD-45-250—-Q EXACT CABLE LENGTH AS SHOWN
REFRACTOR BEAM DISTRIBUTION, NOMINAL 6" APERATURE LAMP BY GE. MOUNTED ON DRAWINGS
INTERIOR SURFACES BAKED HIGH TEMPERATURE ON CABLE
SAME AS TYPE "J" EXCEPT WALL MOUNTED 1 250 MH DROPPED WALL 27N SPAULDING HTll-WM—M250—~DA—277-QZ-DBZ NOTE 2, 10/ A \ BLACK AND BAFFLE SYSTEM
| ACRYLIC BRACKET LIGHTING, INC. HALOGEN PAR38 RECESSED DOWNLIGHT 1 250 | QZ50PAR/30 RECESSED 120 PORTFOLIO HD7-7601-C AUDITORIUM
REFRACTOR WITH NOMINAL 7" APERATURE LAMP BY G.E.
| CLEAR ALZAK ALUMINUM REFLECTOR, AND U.L.
@ HIGH BAY METAL HALIDE LIGHTING FIXTURE, & 1 1000 MH PRISMATIC PENDANT 27V HOLOPHANE EK—C10MH-27—-P—-B40—Q—F1 NOTE 2 LISTED
WITH ENCLOSED PRISMATIC GLASS REFLECTOR GLASS QUARTZ HALOGEN DOWNLIGHT WITH PAR38 1 60 | 6OPAR/HR/FLAD PENDANT 120 RAMBUSCH PD-PAR38 EXACT STEM LENGTH AS SHOWN
& CLEAR LAMP REFLECTOR @ LAMP, NOMINAL 6" APERATURE LAMP BY G.E. ON DRAWINGS
INTERIOR SURFACES BAKED HIGH TEMPERATURE
SAME AS TYPE K" EXCEPT METAL HALIDE WITH 1 1000 MH PRISMATIC PENDANT 2TV HOLOPHANE EK~C10MH~-27-P-B40—EM—Q—F1 NOTE 2, 5 A BLACK AND BAFFLE SYSTEM
EMERGENCY QUARTZ LAMP GLASS HALOGEN ADJUSTABLE PAR30 WITH NOMINAL 1 75 | 75PAR30S/HAL/FL40 RECESSED 120 PORTFOLIO HABS—6471—LI-XX AUDITORIUM
REFLECTOR 6" APERATURE, CLEAR ALUMINUM REFLECTOR, LAMP BY PHILIPS
45 TILT AND 360° ROTATION
SAME AS TYPE "K" EXCEPT 1 400 MH PRISMATIC PENDANT 27N HOLOPHANE EGK—400MH—27-P~A35—Q—F1 NOTE 2 A
@ GLASS TWO-CIRCUIT TRACK N/A N/A  [N/A SURFACE 120 LIGHTOLIER LYTESPAN—ADVENT BLACK FINISH
REFLECTOR
SAME AS TYPE "K2" EXCEPT METAL HALIDE WITH 1 400 MH PRISMATIC PENDANT 27N HOLOPHANE EGK—400MH—27~P~A35—EM—Q—F1 NOTE 2, 5
EMERGENCY QUARTZ LAMP GLASS HALOGEN PAR16 TRACKHEAD 1 60 | 6OPAR16,/CAP/NFL TRACK 120 LIGHTOLIER LYTESPAN-8416BK
REFLECTOR WITH ACCESSORY HOLDER AND LOUVER LAMP BY SYLVANIA
A) ACCESSORY HOLDER 8471
SAME AS TYPE "K" EXCEPT 1 1000 MH PRISMATIC PENDANT 27N HOLOPHANE EGN—C10MH~27~P—-B40—Q—F1 NOTE 2 A B) HEX CELL LOUVER AL2-HC
B WITH REMOTE BALLAST GLASS HALOGEN PAR38 LENSED WALLWASHER 1 250 | Q250PAR/30 RECESSED 120 PORTFOLIO HLW7~7481-Li-X AUDITORIUM
REFLECTOR @ WITH 7" NOMINAL APERATURE AND SELF—FLANGED LAMP BY GE. 1 08030000-ESE-8000-A004
17 7/16" SQUARE X 6 19/32" DEEP, METAL HALIDE 1 175 MH PRISMATIC CEILING 2TV PRESCOLITE 3609 NOTE 2
@ FIXTURE TEMPERED SURFACE HALOGEN PAR38 LENSED WALLWASHER 1 100 | 100PAR/HIR/FLA0 RECESSED 120 PORTFOLIO HLW6—6481—LI-X AUDITORIUM KnightiJacobs Joint Venture
GLASS LENS @ WITH 6” NOMINAL APERATURE AND SELF—FLANGED LAMP BY GE. 701 Scarboro Road, MS 8253 KN lG HT
Oak Ridge, TN 37830 )
@ 1* X4' FLUORESCENT WRAP AROUND FIXTURE 4 32 F3278 PRISMATIC PENDANT TN DAYBRITE OWW432-277-2/2~EB o103 Knight Advanced Technology
N LENS fax 865-241-3400 Son Fane, G 94103
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