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NEXT ASS‘'Y: FINAL ASS’Y:

FEEDER SCHEDULE TARGET BLDG- WALL-PENETRATIONS
Ampacity Circuit Breaker TAG CONDUIT PHASE CONDUCTORS NEUTRAL GROUND PENETRATION | SLEEVE APPLICABLE 7 SERVICE COMMENTS REMARKS
3-1/C-AWG/ Kemi NUMBER NO-DIA PENETRATION DETAIL
per NEC Trip (AMP) NOTE 2 (Note 1) _ ___NOTE 1
£l 1-2 37 LTG.OR_COMM RACEWAY SEE PLAN FOR LOCATION
- NOT USED - E2 1-3" 37 LTG RACEWAY AND DETAILS, REFER TO
E3 2-2" 5 RECEPT /LTG RACEWAY—SHIELDING WALL DWG. E8.10.01.(TYP.)
- NOT USED - E4 2-3 5 LTG/COMM/REC RACEWAY—SHIELDING WALL SEE NOTES 1, 2, 3 & 5 (TYP)
" . : E5 33 5 PWR/ S—NLL/COMM RACEWAY—SHIELDING WALL
— 760 800 2 (47) 2 SETS (3 # 500 kemil) 2 #500 kemil 2 (#1/0) E6 3-3(Double Sleeves) 7 PWR /S—NLL/COMM RACEWAY—EXTERIOR WALL REFER Dwg. E8.10.01
. ~ 1 E7 =7 7 COMM/POWER U/G EMBEDDED CONDUITS REFER Dwg. EB.10.02
760 800 2 (4) 2 SETS (3 # 500 kemil) 2 (#1/0) B8 Ry 7 [T6/S—NLL U/G EMBEDDED CONDUITS REFER Dwg. E8.10.02
620 600 2 (3" 2 SETS (3 # 350 kemil) 2 #350 kemil 2 (#1) E9 2-3 37 LTG/COMM RACEWAY
- E10 2-2" 37 RECEPT /LTG RACEWAY
620 600 2 (3" 2 SETS (3 # 350 kemil) |  —-———- 2 (#1) E11 3-3" 36 PWR/S—NLL/COMM CABLE TRAY
. ) ) E12 3-3" 37 PWR/LTG/COMM | RACEWAY
510 500 2(3") 2 SETS (3 # 250 kemil) 2 #250 kemil 2 (#2) =13 o 5 PR /S-ALL e ACEWAY—NSDE VAU AREA
510 500 2(3") 2 SETS (3 # 250 kemil) | — ————- 2 (#2)
G 405 400 4" 3 # 500 kemil 1 #500 kemil #3 A G
05 200 - 3 F500 kel | ———— P TARGET BLDG - FLOOR-PENETRATIONS
PENETRATION SLEEVE APPLICABLE z SERVICE COMMENTS REMARKS '
- NOT USED - NUMBER NO-DIA PENETRATION
- NOT USED - DETAIL
» - : : FE1 3-3" 36 PWR/S—NLL/COMM CABLE TRAY VERTICAL RISER SEE PLAN FOR LOCATION
310 300 3 3 # 350 kemil 1 #350 kemil 14 FE2 2-3" 37 | LTG/COM RACEWAY AND DETALLS, REFER TO
310 300 3 34350 kemil | ————o #4 FE3 3-3° 37 LTG/REC/COMM RACEWAY DWG. £8.10.01, SEE NOTES 1,2 & 3
- FE4 4-3" 36 PWR/S—NLL/COMM CABLE TRAY VERTICAL RISER
255 250 3 3 # 250 kemil 1 #250 kemil #4 FE5 T 37 L76/CoM RACEWAY
—— 955 250 3" 34 250 kemil | ————- #4 FE6 44 36 PWR/PPS/COM CABLE TRAY VERTICAL RISER
| 230 225 2" 3 #4/0 1 44/0 4
230 225 2" 3440 | - #a
. NOTES: 1.  SEE PLAN FOR LOCATION AND DETAILS. REFER TO DWG. E8.10.01
200 200 2" 3 #3/0 1 #3/0 6
200 200 o 380 | ——— 15 , 2. SERVICE CAN BE CHANGED AS REQ'D. REFER TO RACEWAY LAYOUT AS SHOWN ON DWG'S.
- " 3. DET 36, & 37 THRU CONC WALL/FLOOR PENETRATION ARE CONSIDERED A FIREWALL, PROVIDE CONDUIT
| 5 175 2 3 #2/0 1 #2/0 16 SEALING COMPOUND AROUND CONDUCTORS AND EMPTY SLEEVES WITH APPROVED FIRE STOP MATERIALS
F 175 175 9" 3 42/0 e 46 PER SPECIFICATIONS. F -
| (SEE NOTE 1) 4 FOR PENETRATION LOCATIONS SEE STRUCTURAL DRAWINGS S2.B1.41 THRU
S2.B1.49 AND $2.01.41 THRU $2.01.49
155 150 2" 3/C #1/0 1 #1/0 46
155 150 2" 3)c#p0 | === #6 : : 5. WALL PENETRATIONS—SLEEVES ARE IN HORIZONTAL AND ONE LAYER TO SUIT ALL APPLICATION NEEDS.
- | AS SHOWN PER DWG'S AS REQ'D,UNLESS OTHERWISE NOTED.
65 60 2 3/C#6 1 #6 #0
65 60 2" e | = #10
130 125 2" 3/C # 1 1 41 #6
130 125 2" jcEr | e i6
115 100 2" 3/C#2 142 | 6
115 100 2" LY/ 3 3 2 — ¥6
85 70 1-1/2" 3/C# 4 1 4 B
85 70 1-1/2" S N #8
55 50 1-1/2" 3/C #6 1 46 #10
E 55 50 1-1/2" LY/ 2 S — #10 | L E
50 40 1" 3/C #8 1 #8 #o
50 40 1" 3¢ #8 | ———— #0
35 30 3/4" 3/C #10 1 #10 #o
35 30 3/4" 3)c 410 | ———— #10
L 25 20 3/4" 3/C #12 1412 #12 |
N, 25 20 3/4" il #1200 | e #12 | | | |
NOTE: 1. CABLES #1/0 AND BELOW ARE 600V POWER AND CONTROL, TYPE TC 75°C ( TRAY CABLE-THWN),

MULTIPLE COPPER CONDUCTOR WITH GROUNDING CONDUCTOR. REFER TO MFR'G.QUANTITY.

2. TA-DENOTED AS BUILDING TASK NUMBER ERFER TO PER POWER RACEWAY LAYOUT
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