NEXT ASS‘Y:
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FINAL ASS‘Y:

GENERAL NOTES:

A, SEE SHEET H2.02.41 FOR CONTINUNATION
OF DUCTWORK UP.
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, KEYED NOTES:
1 { 1
VOLUME DAMPER IS PROVIDED WITH GRILLE.
1 i i 1
| | ! ENSURE DUCT SIZE IS ADEQUATE FOR
l GRILLE DIAMENSIONS BASED ON FINAL
1 GRILLE SELECTION.
1}
| SEE DWG. H2.02.41 FOR CONT. ' EXTEND PIPE/DUCT TO 12" BEYOND
_OF DUCTWORK UP (TYP) | e VALVE/DAMPER AND CAP.
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