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W
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GENERAL NOTES:

1. FOR PIPING, PIPING ACCESSORIES

AND EQUIPMENT DESIGN

REQUIREMENTS SEE APPLICABLE SPECS.

2. REFER TO THE SCHEDULE DWG. H9.10.30 FOR EQUIPMENT
SELECTION AND DESIGN PARAMETERS.

3. THE INFORMATION SHOWN IN HERE MAY BE DIAGRAMATIC
IN SOME CASES. REFER TO FINAL VENDER SHOP DWGS.
FOR ACTUAL EQUIPMENT CONFIGURATION.

4. ALL SUPPLY AND RETURN AIR DUCTWORK ASSOCIATED WITH
AH-TA-03 AND MUA-TA-02 SHALL BE CONSTRUCTED FOR
A POSITIVE AND NEGATIVE 2-INCHES STATIC PRESSURE AND

PER SPEC SECTION 15891.

5. SEE A3.20.30 FOR THE COLOR OF TRUSS LEVEL AIR HANDLERS
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IN AN ACCESSIBLE LOCATION FROM THE EQUIPMENT
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NO REPRESENTATION OR WARRANTY, EXPRESSED OR IMPLIED, IS MADE AS TO THE
ACCURACY, COMPLETENESS OR USEFULNESS OF THE INFORMATION OR STATEMENTS CONTAINED
IN' THESE DRAWINGS, OR THAT THE USE OR DISCLOSURE OF ANY INFORMATION, APPARATUS,
METHOD, OR PROCESS DISCLOSED IN THESE DRAWINGS MAY NOT INFRINGE PRIVATE RIGHTS
OF OTHERS. NO LIABILITY IS ASSUMED WITH RESPECT TO THE USE OF, OR FOR DAMAGES
RESULTING FROM THE USE OF ANY INFORMATION, APPARATUS, METHOD, OR PROCESS
DISCLOSED IN THESE DRAWINGS. DRAWINGS MADE AVAILABLE FOR INFORMATION TO BIDDER
ARE NOT TO BE USED FOR OTHER PURPOSES AND ARE TO BE RETURNED UPON REQUEST
OF THE FORWARDING CONTRACTOR.
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