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GENERAL NOTES:

SEE SHEET H3.B1.47 FOR HYDRONIC
PIPING SYSTEMS AND PIPE AND DUCT
SUPPORT DETAILS.

PROVIDE TURNING VANES AT ALL
90" ELBOWS.

SHEET NOTES:

INSTALL A MAXIMUM LENGTH OF 6'-0"
FLEXIBLE DUCTWORK TO INSTALL
DUCTWORK IN SUSPENDED CEILING.

CM MAY INCREASE THIS BOD TO 86'-7"
TO AVOID LIGHT FIXTURES.

REFER TO ARCHTECTURAL DWGS. FOR
DIFFUSER LOCATION. TYPICAL OF ALL AREAS
WITH RELING.
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NO REPRESENTATION OR WARRANTY, EXPRESSED OR IMPLIED, IS MADE AS TO THE
ACCURACY, COMPLETENESS OR USEFULNESS OF THE INFORMATION OR STATEMENTS CONTAINED
IN THESE DRAWINGS, OR THAT THE USE OR DISCLOSURE OF ANY INFORMATION, APPARATUS,
METHOD, OR PROCESS DISCLOSED IN THESE DRAWINGS MAY NOT INFRINGE PRIVATE RIGHTS
OF OTHERS. NO LIABILITY IS ASSUMED WITH RESPECT TO THE USE OF, OR FOR DAMAGES
RESULTING FROM THE USE OF ANY INFORMATION, APPARATUS, METHOD, OR PROCESS
DISCLOSED IN THESE DRAWINGS. DRAWINGS MADE AVAILABLE FOR INFORMATION TO BIDDER
ARE NOT TO BE USED FOR OTHER PURPOSES AND ARE TO BE RETURNED UPON REQUEST
OF THE FORWARDING CONTRACTOR.
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