NEXT ASS’'Y:
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FINAL ASS'Y:

GENERAL NOTES:

A.  READ DRAWING IN CONJUNCTION WITH P3.B1.47 FOR STACKED
PIPING IN THE CORRIDOR.
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TERMINATE 3/4” CHWS&R WITH PREPARED BUTT WELDED END.
THIS IS THE CHILLED WATER FEEDS TO THE HEAVY WATER

CONDENSER.

SUPPORT ALL PIPING AND DUCTWORK IN SHIELDED AREA
W/ SUPPORTS CONSTRUCTED W/ ALL STAINLESS STEEL

MEMBERS, COMPONENTS AND HARDWARE.

INSULATE 3/4” CHWS&R WITHIN THE UTILITY VAULTS WITH
1/2" FIBERGLASS INSULATION. INSTALL AN ALUMINUM JACKET

OVER THE INSULATION WITH THE UTILITY VAULT.

TERMINATE 3/4" CHWS&R WITH PREPARED BUTT WELDED END.
THIS IS THE CHILLED WATER FEEDS TO THE CONDENSER FOR

LIGHT WATER STATION 2 AND 3.

APPLY DETAIL 15, H6.10.09 ON HWS AND HWR PIPES AT ALL
PIPING SUPPORTS FOR EXTENT SHOWN IN PATTERNED AREA.
THIS DETAIL OUTLINES THE ASSEMBLY REQUIREMENTS FOR
PIPE RESTRAINING ASSEMBLY IN AREAS OF CRITICAL THERMAL

EXPANSION.

SHEET LEGEND

+———— PIPE/DUCT SUPPORT HUNG FROM

WALL (CONCRETE OR CMU).

F———— PIPE/DUCT SUPPORT HUNG FROM

CEILING ABOVE.

-@—— PIPE/DUCT SUPPORT HUNG FROM

INTERMEDIATE SUPPORT MEMBER.
INTERMEDIATE SUPPORT MEMBER.

&—— PIPE/DUCT SUPPORT FROM FLOOR.
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