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NOTES:
1. ALL MATERIALS AND WORKMANSHIP SHALL CONFORM TO
CSI SECTION 16000 AND ALL SUB—SECTIONS.
LIGHTING JUMPER CABLE SCHEDULE (WIRING FROM JBOX TO PENETRATION)
PENETRATION PENETRATION JUNCTION BOX
J-BOX No. JUMPER No. APPROX. LENGTH NUMBER (NORTH SIDE ONLY) CABLE TYPE / GAUGE JUMPER USE
JBOX JB1 J-GLRY-1N 10’0 N-32-P-1 JB-N-32-P-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB1 J-GLRY-1S 10'-0” S—25-P—1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB1 J-GLRY—2N 10'-0” N-40-0-1 JB-N-40-0—1 2/C w/GND, CABLE w/OUTER JKT #12AWG T0 HOT CELL LIGHTING
JBOX JB1 J-GLRY-25 10°-0” S-38-P—1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB2 J-GLRY-35 10°-0” S—54—P—1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB2 J—GLRY=3N 10°-0 N-64—P JB—N-64—P 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB2 FUTURE
JBOX JB2 FUTURE
JBOX JB3 J—GLRY-5N 10'-0” N=74—P—1 N-74-P-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB3 J-GLRY-5S 10°-0” S-82-P—1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB3 J-GLRY=6N 10’0 N-74—P—1 JB~N-74~P-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB3 J—GLRY-6S 10'-0 S-82-P-1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB4 J—GLRY=7N 10'-0" N-86-P—1 JB—N-86—P~1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB4 J-GLRY-75S 10'-0" S—82-P—1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB4 J—GLRY—8N 10°-0" N-86-P~1 JB~N-86—-P—1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JB4 J-GLRY-8S 10'-0” S-82-P—1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JBS J—GLRY—9N 10°-0” N-116-P—1 JB—116-P—1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JBS J-GLRY-9S 10'-0” S—114~P-1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JBS J—GLRY=10N 10°-0” N=124-P—1 JB=N-116—-P—1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
JBOX JBS J-GLRY-105S 10'-0" S=122-P~1 NONE 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL LIGHTING
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