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120VAC RECEPTACLE CABLE
WIRING DIAGRAM

JB-S-28-N-1 SHOWN, TYPICAL FOR
JB-S-74-L-1, JB-S-92-L-1 & JB-S-114-M-1

J1.17.31

RECEPTACLE JUMPER CABLE SCHEDULE
PENETRATION |
J-BOX No. JUMPER No.** DIMENSION "B" NUMBER CABLE TYPE / GAUGE JUMPER USE
JB=S-28-N—-1 J—GLRY-01 2'-0" S—28-N—-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S-28-N-1 J—GLRY-02 2'-0" S—28-N-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S-28-N-1 J—GLRY-03 2’-0" S—28-N—1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB=S-74-1L-1 J—-GLRY-04 2'-0" S—74-L-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S-74-L-1 J=GLRY-05 2'-0" S—74-1L-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S-74-L-1 J—GLRY-06 2'-0" S—74-L-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S-92-1L-1 J—GLRY-07/ 2'-0" S—92-L-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S-92—-1-1 J—GLRY-08 2'-0" S-92-1L-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S-92-L-1 J—GLRY-09 2'-0" S—-92-L-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB=S-114-M-1 J—GLRY-10 2'-0" S—=114-M-1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB-S—-114-M-1 J=GLRY-11 2'-0" S—114—M—1 | 2/C w/GND, CABLE w/OQUTER JKT #12AWG TO HOT CELL RECEPTACLE
JB—-S-114-M-1 J=GLRY-12 2'-0" S—114—M—1 2/C w/GND, CABLE w/OUTER JKT #12AWG TO HOT CELL RECEPTACLE
NOTES:
1. STRIP OUTTER JACKET BACK TO EXPOSE
INNER 2/C WIRES w/GND
2. ALL MATERIALS AND WORKMANSHIP SHALL CONFORM TO
CS! SECTION 16000 AND ALL SUB—SECTIONS.
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