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NEXT ASS’Y:

1

FINAL ASS'Y:

J1.28.50

BILL OF MATERIALS
ITEM | QTY DESCRIPTION MANUFACTURER PART No.
1 1 | JUNCTION BOX 12”x10”x6” HOFFMAN A—12106CHNFSS
E m 2 1 REAR PANEL 10.75"x8.88” HOFFMAN A12P10SS
\ \/ HINGE . INSTRUMENT / 3 1 MOUNTING RAIL ALLEN—BRADLEY 199—DR1
SIDE JCT. BOX 4 52 | TERMINAL ALLEN—BRADLEY 1492-W10
JB-006 5 8 | END ANCHOR ALLEN—BRADLEY 1492—EA35
/) _ _ _ _ _ _ _ _ C\
\ L/ 6 4 END BARRIER ALLEN-BRADLEY 1492—-EB10
I_.B_1 I_B..g 7 1 RECEPTACLE BOX, CAST EAGLE ELECTRIC 1113
[ l l l
1 : 8 1 DUPLEX RECEPTACLE EAGLE ELECTRIC 52528
2 2 9 1 DUPLEX RECEPT. CVR WP. EAGLE ELECTRIC 1986
3 3 SEE NOTE 1. 10 1 NAMEPLATE PLASTIC PANEL VENDOR N/A
4 4
} SEE NOTE 2. 11 1 NAMEPLATE PLASTIC PANEL VENDOR N/A
5 5
- - \ NAMEPLATE & SEE NOTE 2. 12 1 NAMEPLATE PLASTIC PANEL VENDOR N/A
. . T ORIENTATION 13 1 | JUNCTION BOX 8”x6”x4” HOFFMAN A-B8064CHNFSS
8 I 8 °‘°° 14 1 REAR PANEL 6.75"x4.88” HOFFMAN A-8P6SS
° ° SEE NOTE 2. 15 1 | NAMEPLATE PLASTIC PANEL VENDOR N/A
10 10
16 1 CONDUIT ELL 90 x1/2” PANEL VENDOR N/A
11 11 |
- I e 17 2 | 1/2” CONDUIT LOCKNUT PANEL VENDOR N/A
/ 18 150FT | SUPER FLEXIBLE 3/C #16 SHLD. OLFLEX—FD89 891603C4
‘ \ 19 250FT | SUPER FLEXIBLE 4/C #12 OLFLEX-FD89 891204C4
CAUTION CAUTION \ % 20 S50FT |9/C #16, TYPE THHN BY CAST CART MANUF.
480 VAC 120VAC ‘ 13 Y 1a 21 AS REQDJ 2/C #16, SHLD, TYPE THHN BY CAST CART MANUF.
RCPT_5 22 1 SUMMING JUNCTION BOX MEASUREMENT SPECIALIST INC. | MODEL MS—SJB-SS
AL _ _ _ 69_
/ N
O
@ TB1
| | | NOTES:
1 13
1. NAMEPLATE MATERIAL PLASTIC LAMACOID, .062 THK., RED W/WHITE CORE 6. SCREW JACK HAS 4— DPDT SWITCHES WITH 4 WIRES EACH.(C) IS COMMON
[l D 2 14 USE .250” HIGH CHARACTERS. POLARITY AND (A) & (B) ARE POSITION, EITHER RAISED/NOT RAISED
3 OR LOWERED/NOT LOWERED. SEE DRAWING J1.28.35 FOR SCHEMATIC
A 3 15 2. NAMEPLATE MATERIAL PLASTIC LAMACOID, .062 THK., BLACK W/WHITE CORE OF SWITCH
4 18 USE .250” HIGH CHARACTERS. '
s 7 3. SEE MERRICK DRAWING J3.60.30 FOR MOUNTING LOCATION ON CASK CART.
A N 8 18 4. ALL MATERIALS AND WORKMANSHIP SHALL CONFORM TO
\> — — — — — — — ——C D CSI SECTION 16000 AND ALL SUB—SECTIONS.
7 19
5. TERMINAL BLOCKS SHALL BE COVERED WITH A CLEAR PLEXIGLASS SHIELD
8 20 TO PREVENT ACCIDENTAL CONTACT BY PERSONNEL.
l 9 21
/ \ ' \ 10 22
o \—'/ « o o — o - - 11 23
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L oK 00s B INSTRUMENT TERMINAL BOX WIRING
TB1 TB2
T1 = 7 H [T g
= 1 9 TO REVERSING LIFT MOTOR \ 1 TO RECEPTACLE
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