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J2.10.32

8 7 NEXT ASS'Y: FINAL ASS'Y:
FLTR-2205 FLTR-2206 FLTR-2207 ABS-2201A-H
HEPA FILTER HEPA FILTER HEPA FILTER SULFUR IMPREGNATED CARBON FILTERS
NOTES:
1. THE MERCURY MASS FLOW RATE IN THE
PROCESS CELL EXHAUST IS THE SAME AS IN
DRAWING J2.10.38.
2. REFER TO CALCULATION SNS-CALC-01
3. DISCHARGE FROM PROTON BEAM WINDOW VACUUM
PUMPS, CORE VESSEL VACUUM PUMPS AND EDUCTOR, AND
SERVICE GALLERY GLOVE BOX.
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Stream # 15 19
Component Units
Design
Mercury lb/hr 6.3E—04| <1.1E-05
Gaseous Nitrogen Ib/hr
Chilled Water Ib/hr
Cell Atmosphere Ib/hr 13042 13042
Liquid Nitrogen Ib/hr
Total Mass Flow Rate |lb/hr 15042 13042
Flow Rate gpm
Flow Rate >/ min 3079 3079
Flow Rate @ standard
conditions ft3/m’|n 3000 3000
Temperature F 95 95
Pressure (absolute) in H20 404 399
Operational
Mercury Ib/hr 6.3E—04| <1.1E-05
Gaseous Nitrogen Ib/hr
Chilled Water Ib/hr
Cell Atmosphere Ib/hr 13042 13042
Liquid Nitrogen Ib/hr
Total Mass Flow Rate |Ib/hr 13042 13042
Flow Rate gpm
Flow Rate ftS/min 3079 3079
Flow Rate @ standard
conditions 2/ min 3000 3000
Temperature F 95 95
Pressure (absolute) in H20 404 399
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