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PARTS LIST
iy DRAWING NO. |DESCRIPTION oTY
I 1J3.15.31 FILTER SPACER |
2 |J3.15.32 HEPA FILTER HOUSING !
(17-1/2) 3 1J3.15.33 HEPA FILTER HOUSING LID l
4 1J3.15.34 HEPA FILTER SEAL 4
5 SCREW, HEX, 1/4-20 UNC X 5/8 LG., ASTM F593 GROUP ICW 12
6 WELD STUD, MALE, 1/4-20 UNC X 1/2 LG., AISI TYPE 304L SST |2
1 WASHER, PLAIN, TYPE B, NARROW, 1/4, AISI 300 SERIES SST 24
O Q 8 ACORN NUT, HIGH CROWN, 1/4-20 UNC, AISI 300 SERIES SST |2
9 8 INCH HEPA FILTER, FLANDERS P/N: 0-007-D-0X-RO-NU-00-00-ZXXXXXU5 2
10 O-RING, PARKER P/N: 2-269, 40-50 DURO, NEOPRENE 2
O O I SQUARE HEAD PLUG, 3/4 MNPT, STAINLESS STEEL 3
A
— I - - - - —C = = -- -2 - - - - - -
ANANNNNANY \\\\\\\& o ‘
\ N\
N
\ N\
N \
\ \
L] L1 Ny n-| LIl K LL] LY e (L1 A e Ay
7777, N ) NI i — _ _ _ _
7 /
f N :
/
% \
’ NN NN
% /
/ \ \ \ / [>
7
/ NN NN
ZEAN \ v
Y \
/ \ /
/ Iy 1
/1 EEE N N N NN / V // \ Z //l
TN N NN AN % =
o L |
/ \
/ NI ~ oY
! =] L
/ /
/1
g
/ | .
(4-7/8) \
- - - \ (21-3/16)
|/ \
| \
% | 2 ra
/
/ /]
Y
] / L\%
T TV
! / \ \
/
/ IR . =
/ \ \ \ \ \ \ NOTES:
/ \\ I THIS COMPONENT IS SUBJECT TO THE REQUIREMENTS SET FORTH
/ \ b IN SECTION 15065,
/ \
(6) / \ \ \ \ / [Z==USE LOCTITE DURABOND E-40FL EPOXY TO ADHERE SEALS TO
; (10-5/16) HEPA FILTERS.
4
4 \ / l: — l: —THE FIVE X'S IN THE HEPA FILTER P/N ALONG WITH THE Z
4 \ \ \ \ \ DESIGNATES THE FILTER DRAWING NUMBER. THE X'S WILL BE
4 4 ASSIGNED ONCE AN ORDER IS PLACED FOR THE FILTERS. THIS
\ P/N CAN THEN BE USED WHEN REORDERING THIS STYLE HEPA
\ \ \ \ \ \ / FILTER.
j’l Lj [£=FABRICATOR SHALL FABRICATE AND SUPPLY TWO FILTER SPACERS
(WITH SEALS) WITH EACH PUSH THROUGH FILTER ASSEMBLY. THE
y \ \ \ \ g ADDITIONAL FILTER SPACER IS REQUIRED TO ACCOMODATE A
i 4 FILTER CHANGE OUT.
// 5. COMPONENT TAG NUMBERS: FLTR-8020 AND FLTR-8021.
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SECTION A-A Knight/Jacobs Joint Venture
701" Scarboro Road, MS 8253 | OO
Oak Ridge, TN 371830 Eag MERRICK
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