.

NEXT ASS‘'Y: FINAL ASS‘'M:
MAX.FLOW / MAXIMUM
UNIT No. SYSTEM DESIGN FLOW PIPE PRESSURE STRAINER BASIS REMARKS
GPM SIZE IN. DROP FT. (Y/N) OF DESIGN
WG.
TARGET BUILDING
—d AS-TA~01 LWS#2 & HWS 596 6 4 N - B&G RL-6(G) STAINLESS STEEL CONSTRUCTION
AS-TA-02 LwsS # 3 50.5 2 1 ' N STAINLESS STEEL CONSTRUCTION
AS-TA-03 SENSIBLE CHW 300 6 3 N B&G RL-6(G)
CAPACITY GALLONS DIMENSIONS SPEC
G UNIT SERVICE TYPE VOLUME DIAMETER LENGTH SECTION REMARKS
No. | INCHES INCHES
TARGET BUILDING ' ,
T-TA-01 PROCESS WASTE VERTICAL 1500 12 19 15427 SEE NPSH ON P-TA-01 AND P-TA—02
UNIT No. LOCATION SERVICE EQUIPMENTS
HEAT AR EXPANSION | INJECTION SPEC
PUMPS EXCHANGER | SEPARATOR TANK TANK SECTION
PSA/TA=01 TARGET BLDG. DI HX - LWS 2 & HWS P/TA-06, 07 HX/TA-01 | AS/TA-01 | ET/TA-O1 15104
PSA/TA-02 TARGET BLDG. DI HX — LWS 3 P/TA-08, 09 ux/Ta-02 | as/m-02 | er/ma-02 15104
PSA/TA—03 TARGET BLDG. CHILLED WATER SYSTEM P/TA=12, 13 HX/TA=03 | AS/TA—03 | ET/TA-03 15104
UNIT No. LOCATION SERVICE EQUIPMENTS
MIXED—BED DEIONIZERS UV STERILIZER| RESIN TRAP SPEC
TAG_NO. ary. FILTER SECTION
FS/TA-01 TARGET BLDG. | LWS 2 & HWS HEAT EXCHANGER MBD/TA—01 3 w/ma-01 | F/ma-01 15104
FS/TA-02 TARGET BLDG. LWS 3 HEAT EXCHANGER MBD/TA-02 2 W/TA=02 | F/TA-02 15104
- FS/TA-03 TARGET BLDG. POW SYSTEM | wmeo/ma-03 3 F/TA-03; F/TA-03A| 15104
UNIT No. SYSTEM LOCATION TANK CAP. QUANTITY SERVICE REMARKS
(GALS.) (NO. OF TKS.)
MBD/TA—01 | DEIONIZED WATER TARGET BLDG. 5 3 LWS 2 & HWS HEAT EXCHANGER 9" x 44 1/8" HIGH, SKID MOUNTED (FS/TA-01). NUCLEAR GRADE RESIN.
MBD/TA-02 | DEIONIZED WATER TARGET BLDG. 5 2 LWS 3 HEAT EXCHANGER 9" x 44 1/8" HIGH, SKID MOUNTED (FS/TA-02). NUCLEAR GRADE RESIN.
UNIT No. SYSTEM LOCATON | MAX. DESIGN | INLET CONN. | NO. OF wv SERVICE DIMENSIONS REMARKS
FLOW (INCHES) LAMPS (LxWxH)
) (GPM) (INCHES)
UV/TA—01 | DEIONIZED WATER | TARGET BLDG. 2 /2 1 WS 2 & HWS FX 10 x 6 x 19 SKID MOUNTED (FS/TA-01)
UV/TA-02 | DEIONIZED WATER | TARGET BLDG. 7 7z 1 WS 2 & FWS X 0 x6x19 SKID MOUNTED (FS/TA~02)
FILTER HOUSING
UNIT No. SYSTEM LOCATON | REMOVAL | INLET/OUTLET SERVICE REMARKS
D RATING CONN.
(MICRONS)
W5 2 & WS
F/TA-01 DEIONIZED WATER | TARGET BLDG. 5 3/47 RESIN FILTER @ @ @ SKID MOUNTED (FS/TA-01)
LWS 2 & HWS
F/TA-01 DEIONIZED WATER | TARGET BLDG. 5 3/4" RESIN FILTER @ @ @ SKID MOUNTED (FS/TA-01)
@ 10" CARTRIDGE HOUSING
— @ 316 STAINLESS STEEL HOUSING
@ O-RING MATERIAL: SILICONE
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