8

NEXT ASS’Y:

ﬂ FINAL ASS‘Y:

OFFGAS

1.6.6!1.8

OFFGAS

S
> 1660-A22—1)

> 1660-A24—4>

FROM SEP-1020, TK—-1030,
TK=1510, TK-1513, TK-2512,
INSERTS, VACP-2033A/B,

TK—=2510

1860—A23—1 [ ——— ;

FROM LSHH—-2121

OFFGAS

HOG-1037-4-895

> 1660-A23—3>
FROM SAMPLE BOTTLE

COOLING H20

HOG-2077-1/4 TUBING

HOG-1037—-4-895

TO HOT OFFGAS SYSTEM

> 1660-A23—1>
FROM HX-2041

NITROGEN

WLR—-2030—1 1/2-130

> 1660-A23—1>

DEIONIZED H20

1.8 1.6.6

NiT—-2221-1-455

2 )

PRESSURE RELIEF

POW-2061— —104

> 1660-A23—1>
FROM SEP-2000

EQUALIZATION

PRR—-2041-2-130

“A23-3 5
{ 1660-A23-3 >

TO/FROM IX—2020A/B,

FLT—2050, FLT—2051

COOLING H20

HOG—-2032-3/4—-895

PRR-2042-3/4-130

> 1660-A23—-3>

FROM 1X—2020A/B,
FLT—2050, FLT—2051

PRESSURE RELIEF

WLR—-2047-3/4-130

> 1660-A23-3>
FROM FLT—-2050

PRESSURE RELIEF

PRR-2043-1-130

> 1660-A23-3>

FROM IX—-2020A/B,
FLT—2051

NOTES:

(1) BURST DISK INDICATOR.

(2) EQUIPMENT LOCATED IN THE LIGHT WATER STATION #3 SERVICE PANEL
SHOWN IN SVERDRUP DRAWING 106060000—J8E—8700—-A027.
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