NEXT ASS'Y:

1

FINAL ASS'Y:

NOTES

. SEE DRAWING JBE8B700G003 FOR MOUNTING DETAILS ON:

a. DRAIN TANK

b. CENTRIFUGAL PUMPS

c. HEAT EXCHANGER

AND ASSEMBLY REQUIREMENTS.
SEE EQUIPMENT SPECIFICATION
SEE EQUIPMENT SPECIFICATION

SEE EQUIPMENT SPECIFICATION
INFORMATION.

SEE EQUIPMENT SPECIFICATION

SEE EQUIPMENT SPECIFICATION
INFORMATION.

SEE EQUIPMENT SPECIFICATION

106060000-EQ-0003 FOR VALVE INFORMATION.
106060000-EQ-0007 FOR CIRCULATION PUMP INFORMATION.
106060000-EQ-0005 FOR ION EXCHANGE COLUMN

106060000-EQ—-0001 FOR DRAIN TANK INFORMATION.
106060000-EQ-0004 FOR DELAY TANK AND SEPARATOR

106060000-EQ-0008 FOR HEAT EXCHANGER INFORMATION.

CONNECT COOLING WATER LINES AND SPARES TO EXISTING PIPING
IN ACCORDANCE WITH SPECIFICATION 15130.

SEE DRAWING JBEB700G003 FOR INSTRUMENT CONNECTIONS.

WHERE LINE SLOPE IS NOTED, SLOPE SHALL BE 1/8 INCH PER FT.

SEE SPECIFICATION 15130 FOR ACTIVATED COOLING WATER PIPE SYSTEM INSTALLATION, TESTING

SEE EQUIPMENT SPECIFICATION 106060000~-EQ-0006 FOR ACTUATED COOLING WATER FILTERS.

G l 13. DIMENSION & ELEVATIONS ARE TO CENTERLINE OF PIPE UNLESS OTHERWISE NOTED.
[
| 14, SEE DRAWING Nos JBE8700G080 AND JBES700G081 FOR PIPE SUPPORT DETAILS.
| { | 15. SEE DRAWING No. H2.02.52 FOR OTHER FACILITY PIPING IN THE AREA.
\ 16. PIPE SUPPORTS ARE SHOWN IN GENERAL LOCATIONS. CONTRACT TO SUMITT DIMENSIONED
e o e — = — LOCATIONS FOR APPROVAL PRIOR TO FABRICATION & ASSEMBLY.
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