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1. SEE DRAWING JBEB700G007 FOR WBS 1.6.6 PIPE SUPPORTS.
2. SEE DRAWING JBEB700G003 FOR INSTRUMENT CONNECTIONS.
ALL PIPE BETWEEN HX-9320 TO DRAIN TANK TO BE SLOPED AT A RATE OF 1/8" PER FOOT. H

TEMPORARY CONNECTIONS FOR VACUUM PUMP OPERATION OR TO DRY TECHNICAL COMPONENT USING
NITROGEN.

CONNECT EXISTING CHILLED WATER LINES CHWS-9370 AND CHWR-9371 TO HX-9321 ACCORDING TO
SPECIFICATON 15104,

SEE DRAWING J8E8700G003 FOR MOUNTING DETAILS ON:
a. DRAIN TANK

b. CENTRIFUGAL PUMPS

c. HEAT EXCHANGER

AWAYAVA

7. SEE SPECIFICATION 15130 FOR ACTIVATED COOLING WATER PIPE SYSTEM INSTALLATION, TESTING
AND ASSEMBLY REQUIREMENTS.

SEE EQUIPMENT SPECIFICATION 106060000-EQ-0003 FOR VALVE INFORMATION.

A\

SEE EQUIPMENT SPECIFICATION 106060000-EQ-0001 FOR DRAIN TANK INFORMATION.

10.| SEE EQUIPMENT SPECIFICATION 106060000-EQ~0004 FOR DELAY TANK AND SEPARATOR
INFORMATION.

11.| SEE EQUIPMENT SPECIFICATION 106060000-EQ-0008 FOR HEAT EXCHANGER INFORMATION.
12| SEE DRAWING JBEB700G003 FOR INSTRUMENT CONNECTIONS.

13. CONNECT COOLING WATER LINES AND SPARES TO EXISTING PIPING G
IN ACCORDANCE WITH SPECIFICATION 15130.

FURNISHED AND INSTALLED BY OTHERS.
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