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NOTES
H | 1. SEE SPECIFICATION 15455 FOR ALL PANEL TUBING INFORMATION. H
2. PANEL TUBING TO BE 37° FLARE TYPE CONNECTIONS UNLESS OTHERWISE NOTED.
3. COMPONENT CONNECTIONS TO TUBING SHALL BE AS NOTED ON THE EQUIPMENT LIST.
G G
EQUIPMENT LIST — MANIFOLD CABINET
ITEM # VENDOR SIZE DESCRIPTION
HV—1 KACE 50-10 03 S P (W/OVAL HANDLE) - 1/27 THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
HV -2 KACE 50—-10 03 S P (W/OVAL HANDLE) 1/27 THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
HV—3 KACE 50—-10 03 S P (W/OVAL HANDLE) 1/2" THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
HV—4 KACE 50-10 03 S P (W/OVAL HANDLE) 1/2" THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
HV—=5 KACE 50—-10 03 S P (W/OVAL HANDLE) 1/27 THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
HV—-6 KACE 50-10 03 S P (W/OVAL HANDLE) h 1/27 THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/27 FNPT, OVAL HANDLE
HV -7 KACE 50-10 03 S P (W/OVAL HANDLE) 1/2" THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
= HV—-8 NORCAL ILV-050 1/2" VACUUM VALVE, WELDED ENDS, STAINLESS STEEL, PANEL MOUNTED =
HV-9 NORCAL ILV-050 1/2" VACUUM VALVE, WELDED ENDS, STAINLESS STEEL, PANEL MOUNTED
HV—-10 KACE 50-10 03 S P (W/OVAL HANDLE) 1/2" THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
HV—11 NORCAL ILV—-100 17 VACUUM VALVE, WELDED ENDS, STAINLESS STEEL, PANEL MOUNTED
HV—-12 KACE 50—-10 05 S P (W/OVAL HANDLE) 17 THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 17 FNPT, OVAL HANDLE
HV—13 KACE 50-10 03 S P (W/OVAL HANDLE) - 1/2" THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
HV—-14 KACE 50—-10 03 S P (W/OVAL HANDLE) 1/2" THREE—PIECE BALL VALVE, CF8M(316SS) BODY & ENDS, 316SS BALL & STEM, VIRGIN PTFE SEATS, 1/2” FNPT, OVAL HANDLE
PRV—1 APCO, 1347—-1016—5N 1/2" PRESSURE REGULATOR, CV = 10 — 25" W.G. OUTLET RANGE, 3/8” NPT INLET, 1/2” NPT OUTLET.
PRV-2 APCO, 1347—-1016—5N 1/2" PRESSURE REGULATOR, CV = 0 — 427 W.G. OUTLET RANGE, 3/8” NPT INLET, 1/2” NPT OUTLET.
PRV-3 APCO, 1347-1016—6N 1/27 PRESSURE REGULATOR, CV = 1.5 — 15PSI OUTLET RANGE, 3/8" NPT INLET, 1/2" NPT OUTLET.
Pl—1 WINTERS, P4244—-LPFF — PRESSURE GAUGE, 4" FACE, 304 SS CASE, 1/4” BACK CONNECTION, RANGE 0-5 PSIG
£ | Pl—-2 WINTERS, P4241—-LPFF —  |PRESSURE GAUGE, 4" FACE, 304 SS CASE, 1/4” BACK CONNECTION, RANGE 0-32" W.G. E
; . Pl—3 WINTERS, P4242—-LPFF S = PRESSURE GAUGE, 4" FACE, 304 SS CASE, 1/4” BACK CONNECTION, RANGE 0-55" W.G.
Pl—4 WINTERS, P4242—-LPFF — PRESSURE GAUGE, 47 FACE, 304 SS CASE, 1/4” BACK CONNECTION, RANGE 0-55" W.G.
PI-5 VARIAN, L7340110 - PANELVAC CONVECTOR GAUGE CONTROLLER, FOR USE WITH CONVECTOR GAUGE TUBE TRANSDUCER, L9090303, CAJON 4 VCO CONNECTION
BBV—1 PARKER LS2VSA20M/BS/NP 1/47 PANEL MOUNT INSTRUMENT BLOCK AND BLEED VALVE WITH VERTICAL BONNETS
BBV-2 PARKER LS2VSA20M/BS/NP 1/47 PANEL MOUNT INSTRUMENT BLOCK AND BLEED VALVE WITH VERTICAL BONNETS
BBV-3 PARKER LS2VSA20M/BS/NP 1/47 PANEL MOUNT INSTRUMENT BLOCK AND BLEED VALVE WITH VERTICAL BONNETS
BBV—4 PARKER LS2VSA20M/BS/NP 1/47 PANEL MOUNT INSTRUMENT BLOCK AND BLEED VALVE WITH VERTICAL BONNETS
FM—1 WALLACE & TIERNAN, 32E143SSX22 1 /47 ROTOMETER WITH NRS #6 METERING VALVE, 1/4” TUBE CONNECTIONS
FM—-2 WALLACE & TIERNAN, 32E143SSX22 1/47 ROTOMETER WITH NRS #6 METERING VALVE, 1/4” TUBE CONNECTIONS
SB—1 WHITEY, 304L—HDF4-300 300 CC |300 CC SAMPLE CYLINDER WITH INTEGRAL 1/4” END VALVES
CKV—-1 NUPRO, CH16M8—-1/3 1/2" CHECK VALVE
D CKV—-2 NUPRO, CH16M8—1/3 1/2" CHECK VALVE D
| NV WHITEY, SS—18VM8 1/2" NEEDLE VALVE | | |
NV—-2 WHITEY, SS—1VM4 1/47 NEEDLE VALVE
NV—-3 WHITEY, SS—1VM4 -1/47 NEEDLE VALVE
NV—4 WHITEY, SS—18VM8 1/27 NEEDLE VALVE
RV—1 GENERANT, VRVI-500S5-B-0.5 1/27 VENT RELIEF VALVE IN LINE
RV-2 GENERANT, VRVI-500SS-B-0.5 1/2" VENT RELIEF VALVE IN LINE
AMPHENOL 97-3100A—-145-65 FLOW SWITCH CONNECTOR, PANEL, 6 CONDUCTOR, SOCKET
OMEGA JPCB—-5-T-F | THERMOCOUPLE JACK PANEL CONDUIT BOX — 5 CIRCUIT, T TYPE, FEMALE
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