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32'-6
1. SEE SPECIFICATION 15455 FOR NITROGEN AND HELIUM COMPONENT AND TUBING INFORMATION.
2. SEE SPECIFICATION 11846 FOR GAS PANEL MOUNTING AND CONSTRUCTION INFORMATION.
3. PANELS TO BE PROVIDED AS GFE AND INSTALLED BY PIPING CONTRACTOR IN ACCORDANCE
. . o o WITH THE REQUIREMENTS SET FORTH IN SPECIFICATIONS 15455 AND 11846. H
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| | < TO SERVICE GALLERY GAS PANEL FOR Hg HEAT EXCHANGER CONNECTION.
< TO SERVICE GALLERY GAS PANEL FOR Hg STORAGE TANK CONNECTION.
< TO SERVICE GALLERY GAS PANEL FOR Hg RESERVOIR CONNECTION.
< TO SERVICE GALLERY GAS PANEL FOR Hg PUMP SEAL CONNECTION.
< TO SERVICE GALLERY GAS PANEL FOR Hg RESERVOIR BUBBLER CONNECTION.
< TO SERVICE GALLERY GAS PANEL FOR Hg STORAGE TANK BUBBLER CONNECTION.
. 4 TO SERVICE GALLERY GAS PANEL FOR VNT—1563 CONNECTION.
] LWS1 LWS2 LWS3 HWS4
= | < TO OPERATOR GALLERY GAS PANEL FOR TARGET CELL INFLATABLE SEAL CONNECTION.
< CONTINUED ON DRAWING JBES700H210, LWS#2 PANEL DRAWING. G
< TO OPERATE GALLERY GAS PANEL FOR SEAL LFAK CHECK CONNECTION.
14. ALL RELIEF VALVES VENT TO ATMOSPHERE.
15. REFERENCE DRAWING JSES700A025, SHEET 1 OF 4, HELIUM SYSTEM P&iD.
HELIUM PANEL
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