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NOTES:

1.

VACUUM 2-3-82

HATCHED AREA 77/ INDICATES SHELLED SPACE.
SHELLED SPACES ON LEVEL-2 ARE AS FALLOW -

HIGH POWER LAB 2-3-83
PHYSICS STAFF LAB 2-3-85
OPERATIONS STAFF LAB 2-3-89

DRY LAB 2-3-90
DRY LAB 2-3-91
DRY LAB 2-3-92
CORRIDOR 2-3-93
DRY LAB 2-3-94
DRY LAB 2-3-95
DRY LAB 2-3-96
DRY LAB 2-3-97
DRY LAB 2-3-98
DRY LAB 2-3-99
DRY LAB 2-3-100
DRY LAB 2-3-101
CORRIDOR 2-3-102
DRY LAB 2-3-103
DRY LAB 2-3-104
DRY LAB 2-3-105
DRY LAB 2-3-106
WET LAB 2-3-110
WET LAB 2-3-111
WET LAB 2-3-112
WET LAB 2-3-113
CORRIDOR 2-3-114
WET LAB 2-3-115
WET LAB 2-3-116
WET LAB 2-3-117
WET LAB 2-3-118
WET LAB 2-3-120
WET LAB 2-3-124
WET LAB 2-3-125
CORRIDOR 2-3-126
WET LAB 2-3-127
WET LAB 2-3-128
WET LAB 2-3-129
WET LAB 2-3-130

2. SPRINKLERS AND DOWNLIGHTS TO BE CENTERED IN

2'-0" X 2'-0" CEILING TILE, TYPICAL.

3. LOCATE SPRINKLERS PER ALTERNATE SCHEME IN SHELLED SPACES
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LIGHT FIXTURE SYMBOLS:

C_ZZ3 SUSPENDED INDIRECT

‘E RECESSED PARABOLIC
o RECESSED DOWM LIGHTS

@ SUSPENDED DOWN LIGHTS
1 PENDANT MOUNTED FIXTURES
F—O— PENDANT MOUNTED STRIP FLUORESCENT

e EXIT SIGN

OTHER SYMBOLS:
®  SPEAKERS

FLUSH MOUNTED SPRINKLERS

ors?  FIRE STAND PIPE

osPR  SPRINKLER RISER
==== |INEAR DIFFUSERS
SUPPLY DIFFUSERS

N X

RETURN DIFFUSERS
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SUSPENDED ACOUSTICAL TILES

| SUSPENDED GYPSUM WALL BOARD CEILING
SUSPENDED EIFS SYSTEM
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