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001 14 |SHELVING ) ’
002 3 |DUNNAGE RACK
203 16 [SHELVINGs MOBILE
— P4 1 |REFRIGERATOR/FREEZER, WALK-IN EC 120/1 +108" 20.00
P04A 1 |[EVAPORATOR COIL, REFRIGERATOR EC 120/1 9" 4,20 5/8"
TO FFD
004B 1 |COMPRESSOR, REFRIGERATOR EC 208/3 +115" 8.70 172" |1/2°
ON TOP OF WALK-IN, ITEM 204JWATER-COOLED 1.32
P04C 1 |[EVAPORATOR COIL, FREEZER EC 208/1 96" - 16.10 5/8"
TO FFD
G P@4D 1 |COMPRESSOR, FREEZER EC 208/3 +115* 16.10 172" |1/2"
ON TOP OF WALK-IN, ITEM @04]WATER-COOLED 1.45
005 1 |REFRIGERATOR, WALK-IN EC 120/1 +108" 20.00
B@5A 1 |[EVAPORATOR COIL, REFRIGERATOR EC 120/1 %" 4,20 5/8"
TO FFD
P58 1 |COMPRESSOR, REFRIGERATOR EC 208/3 +115° 8.70 172" |1/2"
ON TOP OF WALK-IN, ITEM @04]WATER-COOLED 1.32
P06 9 |LOCKERS
NIKEC - BY ARCHITECT
pa7 15 |CORNER GUARDS
008 3 |HAND SINK SR 120/1 48" 5.00 172" 1/2* 1-1/2*
W/ ELECTRONIC EYE 38" 38" 24-1/2"
209 1 |JANITOR’S SINK 172" 1/2" 2"
F NIKEC - BY MECH. TRADES 36" 36" 4
BBIA 2 |WALL SHELF, DOUBLE
210 1 |WORKTABLE WITH SINKS DR’S ON WALL ABOVE TABLE (2) DR |1208/1 48" 20.00 172" 1/2* (2) 1-1/2°
‘ 38" 38" TO FS
P10A 4 |WALL SHELF, DOUBLE
] P11 2 |WORKTABLE, MOBILE SR ON DROP CORD FROM CEILING |[(2) SR |120/1 20.00
P12 3|UTILITY TABLE, MOBILE
P13 1 |FOOD PROCESSOR SR 208/1 48" 6.00
P14 2 |SLICER SR 12@/1 48" 0.50
E B15 1 |MIXER, 20-QUART (BENCH) SR 208/1 48" 0.50
016 1|ICE BIN 3/4"
v TO FFD
B16A 1 |ICE CUBER EC 208/1 9xP" 11.50 172" 3/4" 172" |3/8"
WATER-COOLED 88" TO FFD 1.75
P16B 1 |WATER FILTER %/48"
=>4 ‘
@17 1 |FLOOR TROUGH 3"
BELOW FLR.
P18 1 |WORKTABLE WITH SINK DR'S ON WALL ABOVE TABLE (2) DR |1208/1 48" 20.00 172" 172" 1-1/2"
38" 38" TO FFD
P18A 2 |WALL SHELF, DOUBLE
D P19 1 |WORKTABLE DR UNDER 1ST OVERSHELF DR 128/1 20.00
0194 1 |OVERSHELF
020 1 |WORKTABLE WITH SINK DR UNDER 1ST OVERSHELF DR 120/1 36" 20.00 1/2° 172" 1-1/2"
W/ BAINE MARIE EC 208/1 25" 8.70 34" 34" TO FFD
020A 1 |OVERSHELF
0208 1 |POT AND UTENSIL RACK
CEILING MOUNT
@21 1 |KETTLE, 48-GALLON SR 120/1 23" 10.00 172" 1/2" 374" 140
GAS 36" 36" 23"
022 1 |BRAISING PAN, 30 GALLON SR 120/1 24" 3.00 1/2° 1/2" 3/4" 125
| GAS 36" 36" 16"
@23 2 |FLOOR TROUGH 3"
BELOW FLR.
C 024 1 |PRESSURE FRYER SR 12@/1 32" 10.00 172" 80
GAS 10"
825 1|4 BURNER RANGE W/ HOT TOP 1-1/4" 139
GAS 32-1/2°
026 1 |COMBI -STEAMER CIRCUIT BREAKER REQUIRED EC 208/3 7' 15.00 3/4" 2" 1-1/4" 250
GAS 10" TO FFD 10"
027 1 |[EXHAUST HOOD LIGHTS EC 120/1 108" 20.00 (2)13'X12" (2)28"X6"
DRY EXTRACTOR 3761 .38" .25" 2221
@274 1 |[FIRE EXTINGUISHING SYSTEM 186“ ABBREVIATIONS
: - SINGLE RECEPTACLE
027B 1 |STAINLESS STEEL WALL PANEL SDRA . DUPC?.EX RECEPTACCLE
' EC - ELECTRICAL CONNECTION
028 4 |CABINET, HEATED SR 120/1 24" 16.60 s'.w :ém%fN BOX
(3) NOT SHOWN AFF - ABOVE FINISHED FLOOR
029 1 |REFRIGERATOR, ROLL-IN SR 120/1 86" 11.60 KW -ngwg%
B SELF-CONTAINED HP - HORSE POWER
030 9 |RACK, ROLL-IN
(4) NOT SHOWN MBTU - 1000'S BTU
PSI - LBS/SQUARE INCH
CTW - COOLING TOWER WATER
CTWR - COOLING TOWER WATER RETURN
GPM - GALLONS/MINUTE
CFM - CUBIC FEET/MINUTE , SNS DRAWING NO. 108031400-K8E-8600-A009
SPWG - STATIC PRESSURE WATER GAUGE
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