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B72 COUNTER
PIZZA / DELI
@72 BREATH PROTECTOR LIGHTS EC 120/1 p.30
: NIKEC - BY ARCHITECT
P72B BREATH PROTECTOR LIGHTS EC 120/1 0.30
: NIKEC - BY ARCHITECT
B72C FOOD WARMER EC 120/1 ?.80
@73 HEATED SHELF SR 120/1 34" B.70
074 OPEN NUMBER
B75 REFRIGERATOR, SANDWICH PREP SR 120/1 18" 10.00
SELF-CONTAINED
@076 REFRIGERATOR, WORKTOP SR 120/1 18" 5.80
SELF-CONTAINED
@77 CONVEYOR OVEN, PIZZA SR 120/1 24" 7.00
@78 EXHAUST HOOD LIGHTS EC 120/1 +108" 20.00 11* X 8° 16" X 6"
DRY EXTRACTOR 1040 .30" .25° 715
@78A STAINLESS STEEL WALL PANEL
@79 REFRIGERATOR, PIZZA PREP SR 120/1 18" 6.80
. SELF-CONTAINED
p8a REFRIGERATOR, ROLL-IN SR 120/1 86" 8.50
SELF-CONTAINED
@81 WORKTABLE WITH SINK DR ON WALL ABOVE TABLE DR 120/1 48" 20.00 172" 172" 1-1/2°
38" 38" T0 FFD
@P81A WALL SHELF, DOUBLE
P82 WORKTABLE DR ON WALL ABOVE TABLE DR 120/1 48" 20.00
@82A WALL SHELF, DOUBLE
083 OPEN NUMBER
084 REFRIGERATORs REACH-IN SR 120/1 86" 6.50
' SELF-CONTAINED
@85-1086 OPEN NUMBER
087 COUNTER
BEVERAGE
@88 CUP DISPENSER
P89 BEVERAGE DISP. W/ ICE MAKER +1 -DISPENSER, #2- ICE MAKER EC 128/1 13" 8.00 1/4° (3) 1° 1/4" 1/4"
NIKEC - BY SUPPLIERJWATER-COOLED EC 128/1 13" 11.00 5" TO FS .D
P89A BAG- IN-BOX RACK
NIKEC - BY SUPPLIER
P89B CARBONATOR DR 120/1 24" 172"
NIKEC - BY SUPPLIER 24"
@90 CAPPUCCINGO/COCOA DISPENSER SR 120/1 12.00 1/4° 5/8"
: 38" TO FS
P91 1CED TEA BREWER SR 120/1 15.00 12;'
3 i
292 COFFEE URN EC 120/208/3 | 40" 11.50 3/8"
40"
/K] DRIP TROUGH 1/2"
T0 FS
094 REFRIGERATOR, AIR SCREEN LIGHTS SR 120/1 18" 5.00 1/2°
- REMOTE 10 FFD
P94A COMPRESSORs AIR SCREEN REFRIG. EC 208/1 1/2" 1/2°
ON TOP OF WALK-IN, ITEM @@4}WATER-COOLED 1.32
B95 SNACK DISPLAY CASE
096-09 OPEN NUMBER
@98 REFRIGERATOR, BEVERAGE SR 1208/1 18" 12.00
SELF -CONTAINED
@99 CASHIER’S STATIONS DR UNDER COUNTER @ REGISTERS |DR 120/1 32" 20.00
100 CASH REGISTERS PROVIDE DEDICATED CIRCUIT EC 120/1 34" 15.00
| NIKEC - BY OPERATOR
101 FLATWARE CYLINDER
102 COUNTER . DR ON WALL ABOVE COUNTER DR 120/1 48" 20.00
CONDIMENT
103 NAPKIN DISPENSER
104 COFFEE CONDIMENT BIN
105 WATER DISPENSER SR 120/1 18" 2.00 1/4° 1-1/4"
| W/ ELECTRONIC EYE 34" T0 FFD
105A WATER CHILLER SR 128/1 18" 3.50 1/4" ABBREVIATIONS
_ sl EPTACL
106 CONDIMENT DISPENSER [s)nl; - SL';IPGLLEEX RFI?EECCEPTACCEE
| DOUBLE SIDED EC - ELECTRICAL CONNECTION
JB - JUNCTION BOX
SW - SWITCH
AFF - ABOVE FINISHED FLOOR
AMPS - AMPERES
KW - KILOWATT
HP - HORSE POWER
MBTU - 1000°'S BTU
PSI - LBS/SQUARE INCH
CTW - COOLING TOWER WATER
'CTWR - COOLING TOWER WATER RETURN
GPM - GALLONS/MINUTE
CFM - CUBIC FEET/MINUTE SNS DRAWING NO. 108031400-K8E-8600-A011
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