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ACCOUSTICAL NOTES

1. PROVIDE 1" THICK INTERNAL\DUCT LINING, AEROFLEX OR EQUAL, OVER ENTIRE LENGTH OF
AUDITORIUM (AH—CL26) AND GAL ERY (AH-CL5) SUPPLY AND RETURN DUCTS

2. COVER RETRUN FAN CASING WIT&D{1\—1 /2" SEMI-RIGID FIBERGLASS INSULATION AND PROVIDE 2 LB

SHEET LEAD LAGGING OVER ALL, BANDED IN PLACE.
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