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GENERAL NOTES:

1. FOR FEEDER SIZES, REFER TO FEEDER SCHEDULE DRAWINGS E9.40.40
THRU ES.40.42

DISTRIBUTION BOARDS AND PANELS SHALL HAVE 18KAIC RATING AS A
MINIMUM FOR 480VAC EQUIPMENT UNLESS NOTED OTHERWISE ON
DRAWINGS AND PANEL SCHEDULES.

N

KEYNOTES:

NOO1| PROVIDE 5° CONDUIT 5" BEYOND BUILDING. 15 KV CONDUCTORS
WILL BE PROVIDED AND TERMINATED UNDER SITE UTILITIES CONTRACT.

N002 | [TEM WILL BE PROVIDED IN ALTERNATIVE BID NUMBER 1.

N003 | GENERATOR REMOTE START PANEL.

N004 | GENERATOR REMOTE STATUS PANEL.
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