1

NEXT ASS‘Y:

GENERAL NOTES:

1. CONNECT ALL CIRCUITS TO PANEL 1R3A AND 1R6A
UNLESS NOTED OTHERWISE.

FINAL ASS‘Y:

SEE DRAWING E8.10.41 FOR ENLARGED PLAN OF THE
ELECTRIC ROOM.
NOO2]  CONNECT ALL CIRCUITS IN THIS AREA TO PANEL 1SR3A
UNLESS NOTED OTHERWISE.
NOO3|  CONNECT ALL CIRCUITS IN THIS AREA TO PANEL 1SR1B
UNLESS NOTED OTHERWISE.
— | NOO4 |  MOUNT J-BOX IN THE CEILING SPACE BENEATH
| THE ABOVE FLOOR SLAB. LEAVE CIRCUITS COILED-UP
FOR USE. (TYP.)
NOO5]  CONNECT ALL CIRCUITS FOR FAN POWERED HOT WATER
TERMINALS UNITS FPB~CL-118,119,120, AND 121 TO
PANEL 1R1A. (TYP. 4)
CONNECT ALL CIRCUITS FOR HOT WATER TERMINAL
UNITS FPB—CL—122-124 TO PANEL 1R3A. (TYP. 2)
| NOO7]  CONNECT ALL CIRCUITS WITHIN THIS AREA TO PANEL 1RBA.
(E NOOB]  CONNECT 120VAC, 1PH, 20A CIRCUIT FOR ELEVATOR CAB CONTROLS AND

LIGHTING TO PANEL 1E3A.
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