NEXT ASS’'Y:

1

FINAL ASS’Y:

ELEVATOR ROOM

GENERAL NOTES:

1. UTILIZE 4" CONDUIT SHOWN IN TELEPHONE ROOM FLOOR AND TELEPHONE BACKBOARD.
FOR VERTICAL P.A. CABLE ROUTING AND TERMINATION. SEE DRAWING E8.20.40.

2. EACH P.A. AMPLIFIER AND ZONE ADDRESS CONTROLLER REQUIRES 120VAC. (TYP)
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