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NEXT ASS'Y: FINAL ASS'Y:
suppLy: [ ]- Bom. [x]-Top [ _]- Lues [X ] -MAN BKR. []-we [x]- Recept. [ ]-POWER  NEmA 1 supPLy: [ |- BomT. [x]-ToP [x]- Lucs [ ]-MAN BKR. [ ]- . ~ RECEPT. [ ]-POWER  NEMA 1 supPLy: [ |- Bomm. [x]-T0P [X]- LuGS [ ]-MAN BKR. [ ]- w6 [x]- Recepr. [ ]-POwER  NEMA 1
PE: [ |- 3P3w [X]- 3Paw [X]- WITH GRD. BAR PANEL MOUNTING [X_] ~SURFACE [ ]~ FusH [ ]-coLumn TYPE: [ ]- 3P3w [X]- 3Paw [ |- WITH GRD. BAR MOUNTING [X_] ~SURFACE [ ]- FLusH [ ]-coLumn TPE: [ |- 3P3w [x]- 3Paw [X |- WITH GRD. BAR MOUNTING [X_] ~SURFACE [ ]- FLUsH [ ] -coLumn
MAINS: 225 10000 ALC. 1SR1A VOLTAGE: [X ]-120 / 208 [[]-277 /480 [ ] 480/ MAINS: 225 10000 AlC. VOLTAGE: [X ] -120 / 208 []-277 /480 [ ] 480/ MAINS: 225 10000 AlC. VOLTAGE: [X ]-120 / 208 [ ]-277 /480 [ ] 480/
W/FEED THROUGH LUGS
225 A MAN BKR. WITH: []-swnt P [ ]- ADJ. TRIP [ ]-cFep. A. MAIN BKR. WITH: []-swnt P [ ]- ADJ. TRIP [ ]-6FPr. A MAN BKR. WITH: []-sHunt P [ ]- AD. TRIP [ ]-cFr.
NO. NO. NO. NO. NO. NO.
CKT. | TRIP OF USED FOR COL._ 1 VOLT — AMPS COL. #2 VOLT - AMPS USED FOR OF TRP | cK. ckr. | RP | OF USED FOR COL#1 VOLT - AMPS COL_#2 VOLT - AMPS USED FOR OF RIP | cKk. CKT. | RP | OF USED FOR COL_#1 VOLT — AMPS COL_#2 VOLT - AMPS USED FOR OF P | CKT.
NO. POLES A B C A B C POLES NO. NO. POLES A B c A B C POLES NO. NO. POLES A B C A B C POLES NO.
1 ] 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2 1 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 2 1| 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 2
3 ] 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 4 3 1 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 4 3 1 2 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 4
5 1 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 6 5 | 2 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 6 5 1 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 6
7 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 8 7 1 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 8 7 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 8
9 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 10 9 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 10 9 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 10
11 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 12 11 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 12 11| 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 12
13 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 14 13 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 14 13 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 14
15 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 16 15 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 16 15 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 16
17 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 18 17 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 18 17 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 18
19 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 20 19 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 20 19 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 20
21 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2 21 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 22 21 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2
23 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 24 23 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 24 23 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 |
25 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 26 25 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 26 25 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2
27 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 28 27 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 28 27 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 28
29 | 2 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 30 20 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 30 20 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 30
31 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 3 31 | 20 1 OFFICE_RECEPTACLE 1200 SPARE 1 20 | 32 31 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | »
33 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 34 33 | 20 1 OFFICE_RECEPTACLE 1200 SPARE 1 20 | 34 33 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 |
35 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 36 35 | 20 1 OFFICE_RECEPTACLE 1200 SPARE 1 20 | 36 35 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 36
37 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 38 37 1 20 1 SPARE SPARE 1 20 | 38 37 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 38
39 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 40 39 | 20 1 SPARE SPARE 1 20 | 40 39 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 4
4 | 20 1 OFFICE_RECEPTACLE 1200 1200 _OFFICE_RECEPTACLE 1 20 | 4 21 | 2 1 SPARE SPARE 1 20 | 4 | 20 1 OFFICE_RECEPTACLE 1200 SPARE 1 20 | @
PHASE TOTALS COL. #1 | 8400 | 8400 | 8400 PHASE TOTALS COL. #1 | 7200 | 7200 | 7200 PHASE TOTALS COL. #1 | 8400 | 8400 | 8400
PHASE TOTALS COL. #2 | 8400 | 8400 | 8400 PHASE TOTALS coL. #2 | 6000 | 6000 | 000 PHASE TOTALS COL. 42 | 8400 | 8400 | 7200
PHASE TOTAL VA | 16800 | 16800 | 16800 PHASE TOTAL VA | 13200 | 13200 | 13200 PHASE TOTAL VA | 16800 | 16800 | 15600
TOTAL 3 PHASE CONNECTED KVA AMPS TOTAL 3 PHASE CONNECTED KVA AMPS TOTAL 3 PHASE CONNECTED KVA 137
file panelsch_16_2b file panelsch_17_2b file panelsch_128_2b
suppLy: [_]- Bom. [x]-Top [ ]- Lucs [X ] -MAIN BKR. [ ]- we. ~ RECEPT. [ ]-POWER  NEMmA 1 suppLy: [ |- BotT. [x]-TOoP [ ]- Lucs [X ] -MAIN BKR. [ ]- e [ ]~ RecepT. [X]-POWER  NEMA 1 suppLy: [ |- Bom. [x]-Top [ _]- Lues [X ] -MAIN BKR. [ ]- w6 [x]- RecepT. [ ]-POWER  NEMA 1
TPE: [ |- 3P3w [X]- 3P4w [X ]- WITH GRD. BAR PANEL MOUNTING [X ] ~SURFACE [ ]- FusH [ ]-coLumn TYPE: [ |- 3P3w [X]- 3Paw [X |- WITH GRD. BAR MOUNTING [X | ~SURFACE [ ]- FLusk [ ]-coLumn TYPE: [ ]- 3p3w [X]- 3P4w [X ]- WITH GRD. BAR MOUNTING [X_] ~SURFACE [ ]- FLusH [ ] -coLumn
MAINS: 225 10000 ALC. 1SR5A VOLTAGE: [X ]-120 / 208 [ ]-277 / 480 [ ] 480 / MAINS: 225 10000 AlC. VOLTAGE: [X ]-120 / 208 []-277 /480 [ ]480/ MAINS: 225 10000 ALC. VOLTAGE: [X ]-120 / 208 [ ]-277 / 480 [[] 480/
WITH FEED THROUGH LUGS
150 A MAN BKR. WITH: []-sHunt RP [ ]- ADL. TRIP [ ]-cFp. A MAIN BKR. WITH: []-sint P [ ]- ADd. TRIP []-cFr. A MAN BKR. WITH: [[]- shunt R [ ]~ Abu. TRIP [ ]-cFP.
NO. | NO. NO. NO. NO. , NO.
CKT. | TRIP OF USED FOR COL._ 1 VOLT — AMPS COL._#2 VOLT — AMPS USED FOR OF TRP | CKT. CKT. | TRIP | OF USED FOR COL__#1_VOLT — AMPS COL_#2 VOLT — AMPS USED FOR OF RIP | oK. CKT. | RIP | OF USED FOR COL__#1 VOLT — AMPS COL_ §2 VOLT — AMPS USED FOR OF RP | CKT.
NO. POLES A B C A B c POLES NO. NO. POLES A B c A B C POLES NO. NO. POLES A B C A B C POLES NO.
1| 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2 1 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 2 1 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 2
3 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 4 3 | 2 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 4 3 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 4
5 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 6 5 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 6 5 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 6
7 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 8 7 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 8 7 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 8
9 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 10 9 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 | 10 g | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 10
11| 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 12 11 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 | 12 11| 20 1 OFFICE_RECEPTACLE | 1200 1200 OFFICE_RECEPTACLE 1 20 | 12
13 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 14 13 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 | 14 13 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 14
15 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 16 15 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 | 16 15 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 16
17 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 18 17 | 20 1 Control Staff Lab 300 300 Diagnostics_Lab 1 20 | 18 17 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 18
19 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 20 19 | 20 1 Control Staff Lab 300 300 Diagnostics Lab 1 20 | 20 19 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2
21 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 22 21 | 20 1 Control Staff Lab 300 300 Diagnostics Lab 1 20 | 2 21 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2
23 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 24 23 | 20 1 Control_Staff Lab 300 300 Diagnostics Lab 1 20 | 24 23 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 |
25 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 26 25 | 20 1 Operations_Staff Lab 1000 1000 Personnel _Protection Lab 1 20 | 26 25 | 20 1 OFFICE_RECEPTACLE 1200 1200 | _OFFICE_RECEPTACLE 1 20 | 2
27 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 28 27 | 20 1 Operations_Staff Lab 1000 1000 Personnel_Protection Lab 1 20 | 28 27 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 28
29 | 20 1 SPARE 1200 OFFICE_RECEPTACLE 1 20 | 30 29 | 20 1 Operations Staff Lab 1000 1000 Personnel_Protection Lab 1 20 | 30 20 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 3
31 | 20 1 SPARE 1200 OFFICE_RECEPTACLE 1 20 | 32 31 | 20 1 Operations Staff Lab 1000 1000 Personnel Protection Lab 1 20 | 3 31 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 3
33 | 20 1 SPARE 1200 OFFICE_RECEPTACLE 1 20 | 34 33 | 20 1 Operations Staff Lab 1000 1000 Personnel_Protection Lab 1 20 | 34 33 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 34
35 | 20 1 SPARE 1200 OFFICE_RECEPTACLE 1 20 | 36 35 | 20 1 Operations_Staff Lab 1000 1000 Personnel_Protection Lab 1 20 | 36 35 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 36
37 1 20 1 SPARE 1200 OFFICE_RECEPTACLE 1 20 | 38 37 | 20 1 SPARE SPARE 1 20 | 38 37 | 20 1 SPARE SPARE 1 20 | 38
39 | 2 1 SPARE 1200 OFFICE_RECEPTACLE 1 20 | 40 39 | 20 1 SPARE SPARE 1 20 | 40 39 | 20 1 SPARE SPARE 1 20 | 40
41 | 20 1 SPARE 1200 OFFICE_RECEPTACLE 1 20 | 4 #1 | 20 1 SPARE SPARE 1 20 | 4 s | 20 1 SPARE SPARE 1 20 | 42
PHASE TOTALS COL. #1 | 6000 | 6000 | 4800 PHASE TOTALS coL. #1 | 3200 | 3200 | 3200 PHASE TOTALS COL. #1 | 7200 | 7200 | 7200
PHASE TOTALS COL. #2 | 8400 | 8400 | 8400 PHASE TOTALS COL. #2 | 3200 | 3200 | 3200 PHASE TOTALS COL. #2 | 7200 | 7200 | 7200
PHASE TOTAL VA | 14400 | 14400 | 13200 PHASE TOTAL VA |_6400 | 6400 | 6400 PHASE TOTAL VA | 14400 | 14400 | 14400
TOTAL 3 PHASE CONNECTED KVA 117 TOTAL 3 PHASE CONNECTED KVA AMPS TOTAL 3 PHASE CONNECTED KVA AMPS
file panelsch_21_2b file panelsch_18_2b file panelsch_22_2b
suppL: [ |- Botr. [x]- ToP ~ LUGS [ ] -MAN BKR. [ ]- ue. ~ RECEPT. [ ]-POWER  NEMA 1
TYPE: [ ]- 3P3w [X ]~ 3Paw [X]- WITH GRD. BAR PANEL MOUNTING [X ] ~SURFACE [ ]- FusH [ ]-coLumn
MAINS: 225 10000 ALC. 25R1B VOLTAGE: [X ]-120 / 208 [ ]-277 /480 [ ] 480/
175 A MAIN BKR. WITH: [ ]-sintRP [ ]- ADu. TRIP [ ]-cFp.
NO. NO.
CKT. | TRIP OF USED FOR COL. 1 VOLT — AMPS COL. #2 VOLT - AMPS USED FOR OF TRP | CK.
NO. POLES A B C A B c POLES NO.
1 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 2
3 1 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 4
5 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 6
7 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 8
9 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 10
11| 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 12
13 | 20 1 OFFICE_RECEPTACLE 1200 1200 OFFICE_RECEPTACLE 1 20 | 14
15 | 20 1 OFFICE_RECEPTACLE 1200 SPARE 1 20 | 16
17 | 20 1 OFFICE_RECEPTACLE 1200 SPARE 1 20 | 18
19 | 20 1 OFFICE_RECEPTACLE 1200 SPACE 20
21 | 20 1 OFFICE_RECEPTACLE 1200 SPACE 22
23 | 20 1 SPARE SPACE 2
25 | 20 1 SPARE SPACE 26
27 | 20 1 SPARE SPACE 28
29 | 2 1 SPARE SPACE 30
31 | 20 1 SPARE SPACE 32
33 | 20 1 SPARE SPACE 34
35 | 20 1 SPARE SPACE 36
37 | 20 1 SPARE SPACE 38
39 | 2 1 SPARE SPACE 40
41 | 20 1 SPARE SPACE 42
PHASE TOTALS COL. #1 | 4800 | 4800 I 3600
PHASE TOTALS COL. #2 | 3600 | 2400 | 2400
PHASE TOTAL VA | 8400 | 7200 | 6000
TOTAL 3 PHASE CONNECTED KVA AMPS
file panelsch_23_2b
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