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AUDITORIUM CONTROL SCHEDULE
». CONTROL PANEL A
TOTAL CONTROL
CHANNEL | DIMMER FIXT. NO. |WATTS CONNECTED LOAD TYPE EM. |CONT.
NO. NO. DESCRIPTION TYPE FIXT. | /FIXTURE [LOAD (WATTS) TYPE DIM ND TRAN | STATUS
1 1 STAGE ROW 1 SA 5 100 500 INC. X
2 2 STAGE ROW 2 : SA 5 100 500 INC. X
3 3 STAGE ROW 3 SA 5 100 500 [INC. X
4 4 STAGE RIGHT WALLWASHERS SG2 4 100 400 INC. X
5 5 STAGE LEFT WALLWASHERS SG2 4 100 400 INC. X
6 6 AUDITORIUM DOWNLIGHTS ROW 1 SDA 3 250 750 INC. X
7 AUDITORIUM DOWNLIGHTS ROW 1-EM SDA 2 250 500 INC. X X
7 8 AUDITORIUM DOWNLIGHTS ROW 2 SD S 250 1250 INC. X
D 8 9 AUDITORIUM_DOWNLIGHTS ROW 3 ) 3 250 750 INC. X
10 AUDITORIUM DOWNLIGHTS ROW 3—-EM SD 2 250 500 INC. X X
9 1 MEZZANINE DOWNLIGHTS ROW 4 SE 5 60 300 INC. X
10 12 MEZZANINE DOWNLIGHTS ROW 5 SE 3 60 180 INC. X
13 MEZZANINE DOWNLIGHTS ROW 5-EM SE 2 60 120 INC. X X
11 14 MEZZANINE_DOWNLIGHTS ROW 6 SE._ | 5 60 300 INC. X
12 15 MEZZANINE WALL WASH SL 4 54 216 FL X
13 17 MEZZANINE ENTRANCE SG2 6 100 600 INC. X
18 MEZZANINE ENTRANCE-EM SG2 2 100 200 INC. X X
14 19 |AUDITORIUM WALLS 6 6 250 1500 INC. X
20 AUDITORIUM WALLS SG 8 250 1500 INC. X
15 21 |AUDITORIUM WALLS 6 6 250 1500 INC. X
— 22 |AUDITORIUM WALLS 6 6 250 1500 INC. X
16 23 THEATRICAL FIXTURES SB 1 575 575 INC. X
17 24 THEATRICAL FIXTURES SB 1 575 575 INC. X
18 25 THEATRICAL FIXTURES SC 1 575 575 INC. X
19 26 | THEATRICAL FIXTURES SB 1 575 575 INC. X
20 27 | THEATRICAL FIXTURES | sC 1 575 575 INC. X
21 28 THEATRICAL FIXTURES SB 1 575 575 INC. X
22 29 THEATRICAL FIXTURES SB 1 575 575 INC. X
23 30 |SPARE AT CATWALK 1 1000 1000 INC. X
3 SPARE AT CATWALK 1 1000 1000 INC. X
o 24 16 |SPARE AT CATWALK 1 1000 1000 INC. X
C 25 32 AUDITORIUM WALL-TOP COVE SIB, SIC {18, 2| 55, 24 1038 FL. X
26 33 |AUDITORIUM WALL—BOTTOM COVE—EM Sl, SA_[16, 4| 32, 25 612 FL. X X
27 34 AUDITORIUM WALL SG2 13 100 1300 INC. X
35 AUDITORIUM WALL-EM SG2 4 100 400 INC. X X
28 36 |AUDITORIUM DOWNLIGHTS SF 11 75 825 INC. X
37 |AUDITORIUM DOWNLIGHTS—EM SF 5 75 375 INC. X X
29 38 AUDITORIUM DOWNLIGHTS SF 10 75 750 INC. X
30 39 |MEZZANINE WALL— BOTTOM COVE—EM Si 8 32 256 FL. X X
31 40 MEZZANINE STEPLIGHTS—EM SJA 12 25 300 INC. X X
32 41 AUDITOR. VESTIBULE WALL-FIRST LEVEL SL 5 54 270 FL. X
33 42 AUDITOR. VESTIBULE WALL—-SECOND LEVEL SL 5 54 270 FL. X
34 43 MEZZANINE WALLWASH AT STAIRS SG2 2 100 200 INC. X
—_ 35 44 DIMMER PROCESSOR N/A N/A 750 750 N/A ND (CONSTANT ON)
TOTAL: 27.34 KW
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