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NEXT ASS’Y: FINAL ASS'Y:
BUILDING 8440 - CENTER FOR NANOPHASE MATERIALS SCIENCES BUILDING - DOOR SCHEDULE BUILDING 8440 - CENTER FOR NANOPHASE MATERIALS SCIENCES BUILDING - DOOR SCHEDULE
3 LEVEL 3 '
LEVEL 2 DOOR ¢DBL. LETTER INDICATES PAIR) FIRE DOOR DETAILS HARDWARE
DOOR (DBL. LETTER INDICATES PAIR) , FIRE DOOR_DETAILS HARDWARE DOOR # , ROOM NAME TYPE THICK WIDTH HEIGHT MAT'L GLASS RATING FRAME # HEAD JAMBS THRESHOLD GROUP REMARKS
DOOR_# : ROOM_NAME - TYPE THICK WIDTH HEIGHT MAT'L GLASS RATING FRAME # HEAD JAMBS THRESHOLD GROUP REMARKS CN—-3-6-1 WET LAB SM2D / SHARED LABS BB 1-3/4" 5'-0" 6'-10" HM 1/4” TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 —— 43 ACCESS CONTROL
CN—2—-6—1 WET LAB SM4D / MATERIALS SYNTHESIS BB 1-3/4" 5'-0" 6’-10" HM 1/4" TEMP 3/4 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL CN-3-6-2 WET LAB SM2C / BIO—BASED SYNTHSIS BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL
CN—2-6-2 WET LAB SM4C / TBD — MATERIALS SYNTHESIS BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL CN-3-6-3 WET LAB SM2B / COMPOSITES BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL
CN-2-6-3 DRY LAB SM4A / THERMAL CHARACTERIZATION BB 1-3/4" 5'-0" 6'—10" HM 1/4" TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL CN-3-6-4 WET LAB SM2A / INORGANIC SYNTHESIS BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL
H CN-2-6-4 DRY LAB SM3C / LASER—BASED CHARACTERIZATION BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 p— 43 ACCESS CONTROL CN-3-6-5 WET LAB SM1D / ORGANOMETALLIC BB 1-3/4" 5'-0" 6'-10" HM 1/4” TEMP 3/4 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 - 43 ACCESS CONTROL
CN-2-6-5 DRY LAB SM3B / MASS SPEC CHARACTERIZATION BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR=1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL CN-3-6-6 WET LAB SM1C / COPOLYMER BB 1-3/4" 5'-0" 6'-10" HM 1/4” TEMP 3/4 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL
CN-2-6-6 DRY LAB SM3A / OPTICAL CHARACTERIZATION 1 BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 - 43 ACCESS CONTROL CN-3-6-7 WET LAB SM1B / FREE RADICAL POLYMERIZATION BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL
CN-2-6-7 DRY LAB SM4B / NMR - BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL CN-3-6-8 WET LAB SM1A / ANIONIC POLYMERIZATION BB 1-3/4" 5'-0" 6'-10” HM 1/4" TEMP 3/4 HR. FR=1A 1-A7.41.40 | 1-A7.41.40 — 43 ACCESS CONTROL
CN-2-6-8 WET LAB N4A / CVD BB 1-3/4" 5'-0" 6'-10" HM 1/4" TEMP 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 - 43 ACCESS CONTROL CN—-3-6-9 NOT USED - - - - — - — - - —— - -
CN-2—-6-9 NOT USED — —— —— — - — — — — —_— — —_— CN-3—-6-10 WOMEN’S TOILET L 1-3/4" 3'-0" 6'—10" WOOD —— —— FR—1A 1—-A7.41.40 1—-A7.41.40 —— 8
CN—2-6-10 |WOMEN'S TOILET L 1-3/4" 3-0" 6'—10" WooD —— — FR—1A 1-A7.41.40 | 1-A7.41.40 — 8 CN-3-6-11__ |MEN’'S TOILET L 1-3/4" 3'-0" 6'—10" WOOoD — — FR—1A 1-A7.41.40 | 1-A7.41.40 — 8
CN-2-6-11  |MEN'S TOILET L 1-3/4" 3'-0" 6'-10" WooD — p— FR—1A 1-A7.41.40 | 1-A7.41.40 — 8 CN—-3—6-12  |JANITOR'S CLOSET - - - - - - ——— - - - - —
CN-2-6-12  |JANITOR'S CLOSET — -— | - — — — - —— - — — — CN-3—-6-13  |ELEVATOR LOBBY p— — —= — — — - - - - - ——
CN-2-6-13  |ELEVATOR LOBBY — — — — — — — —— - —— - - CN-3—-6-14 |CORRIDOR - —— - - - - —— - o - — -
CN-2-6-14 |CORRIDOR — — — — — — - —— — — — — CN-3—6-15 | CORRIDOR T 1-3/4" 3'-0" 6'~10" ALUM 1" INSULATED 1-1/2 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 p— 9
CN-2-6-15 |CORRIDOR T 1-3/4" 3'-0" 6’-10" ALUM 1" _INSULATED 1-1/2 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 - 9 CN-3—-6-16 _ |ELECTRICAL CLOSET F 1-3/4" 3'-0" 6'—10" WO0D 1/4" TEMP 1-1/2 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 — 4
——JCN-2-6-16 | ELECTRICAL CLOSET F 1-3/4" 3'-0" 6'—10" WooD 1/4" TEMP 1-1/2 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 — 4 CN-3—-6-17  |NOT USED - - - - - p— -— —— - -= - ——
CN-2-6-17  |NOT USED — - - — - — i - — — — — CN-3-6-18 |NOT USED — — - — — — - - - - —— ———
CN-2-6-18  |NOT USED — — - - - — — —— - — — — CN-3—6-19  |NOT USED -~ — — - - — —— i —— - - -
CN—-2-6—-19 NOT USED —_ —_ —_ _ —_— —_— —— —_ — — - —— CN-3—-6-20 OFFICE CS o) 1-3/4" 3'-0" 6'—-10" WOOD 1/4" TEMP —— FR—1A 1—-A7.41.40 1-A7.41.40 —— 10
CN-2-6-20 |OFFICE CS c 1-3/4" 3'-0" 6'-10" WOOD 1/4" TEMP - FR-1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3—6-21 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WOOoD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 p— 10
CN-2-6-21 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WOooD 1/4” TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-22  |OFFICE CS c 1-3/4" 3'-0" 6'—10" WooD 1/4" TEMP —— FR-1A 1-A7.41.40 | 1-A7.41.40 p— 10
CN-2-6-22 |OFFICE CS c 1-3/4" 3-0" 6'=10" WOooD 1/4” TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3—-6-23 | OFFICE CS c 1-3/4" 3'-0" 6'—10" WOoOoD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-23  |OFFICE CS c 1-3/4" 3-0" 6'-10" WOooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3—-6-24 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WooD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-24 |OFFICE CS c 1-3/4" 3-0" 6'-10" WooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 —— 10 CN-3-6-25 | OFFICE CS c 1-3/4" 3-0" 6'=10" WOoOoD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN—-2-6-25 |OFFICE CS c 1-3/4" 3'-0" 6'-10" WOOoD 1/4" TEMP p— FR—1A 1-A7.41.40 | 1-A7.41.40 o 10 CN-3-6-26 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WO0OoD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 - 10
CN-2-6-26 | OFFICE CS c 1-3/4" 3-0" 6'-10" WOOoD 1/4” TEMP — FR—1A 1—A7.41.40 | 1-A7.41.40 — 10 CN-3-6-27 | OFFICE CS c 1-3/4" 3-0" 6'—10" WOooD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-27 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WOOD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-28 | CORRIDOR - - o - - - — - - —— - -
G CN—2-6-28 | CORRIDOR — — - — p— — — — — — — - CN-3-6-29 |NOT USED - —— —— - — — — -
CN-2-6-29 |NOT USED — — — — — — — — — — —— — CN-3-6-30 |OPEN OFFICE — —— — p— p— — — — — — —— —
CN-2-6-30 |OPEN OFFICE — — — — — — - o — — — — CN-3-6-31 | COFFEE/COPY/FAX FF 1-3/4" 5'-0" 6'-10” WOO0D — — FR—1A 1-A7.41.40 | 1-A7.41.40 — 42
CN-2-6-31 _ |COFFEE/COPY/FAX FF 1-3/4" 5'-0" 6'-10" WOOoD — — FR—1A 1-A7.41.40 | 1-A7.41.40 — 42 CN-3-6-32  |NOT USED — — — —— — — — —
CN-2-6-32  |NOT USED — — — — —— —— — — CN-3-6-33 | TELEPHONE CLOSET F 1-3/4" 3'-0" 6'-10" WOoOoD 3/4 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 298
CN-2-6-33 | TELEPHONE CLOSET F 1-3/4" 3-0" 6'-10" WOooD 3/4 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 298 CN-3—-6-34  |LOBBY p— — — — - p— — — p— — — —
CN-2-6-34 |LOBBY — — — — — — — — — — p— p— CN-3—-6-35 | CORRIDOR p— — — — — — — —= p— — — —
CN-2-6-35 | CORRIDOR — — — — — — - - —— — — — CN-3-6-36 _ |NOT USED — —— — — — - — o
CN-2-6-36 _ |NOT USED — — — o — — — —— — — — — CN-3-6-37 _ |NOT USED — — — — —— — — ——
CN—-2-6—-37 |NOT USED — — — — — — — —— p— — p— — CN-3-6-38 |NOT USED p— — — — — — — —
CN-2-6—-38 |NOT USED — — — p—— — — — — — — — —= CN-3-6-39  |NOT USED — p— - — —— — — p—
CN-2-6-39  |NOT USED — - —— — - — — —— — — — —= CN-3-6-40 |OFFICE U c 1-3/4" 3-0" 6'=10" WOO0D 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
——{CN-2-6-40 |OFFICE TL c 1-3/4" 3-0" 6'—10" WooD 1/4” TEMP —— FR-1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-41 |OFFICE FL c 1-3/4" 3'-0” 6'—10” WOoOoD 1/4" TEMP o FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-41 |OFFICE FL c 1-3/4" 3'-0" 6'-10" WoOoD 1/4” TEMP —— FR-1A 1-A7.41.40 | 1-A7.41.40 - 10 CN-3-6-42 |OFFICE FL c 1-3/4" 3'-0" 6'=10" WOO0D 1/4" TEMP —— FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-42 |OFFICE FL c 1-3/4" 3'-0" 6'-10" wooD 1/4” TEMP - FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-43 | OFFICE PD c 1-3/4" 3'-0" 6'-10" WooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-43 | OFFICE PD c 1-3/4" 3'-0" 6’-10" wooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 p— 10 CN-3-6-44 | OFFICE PD c 1-3/4" 3-0" 6'-10" WooD 1/4" TEMP —— FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN—-2-6-44 | OFFICE PD c 1-3/4" 3'-0" 6'-10" WOooD 1/4” TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-45 | OFFICE PD C 1-3/4" 3-0" 6'-10" WOO0D 1/4" TEMP o FR-1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-45 | OFFICE PD c 1-3/4" 3'-0" 6'-10" WOoOoD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-46 | OFFICE G c 1-3/4" 3-0" 6'-10" WOo0oD 1/4” TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN—2-6-46 |OFFICE G c 1-3/4" 3-0" 6'-10" WooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-47 | OFFICE PD c 1-3/4" 3'-0" 6'=10" WOooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-47 | OFFICE PD c 1-3/4" 3-0" 6'-10" WooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-48 |STAIR NO. 1 F 1-3/4" 3'-0" 6'-10" WOooD R 1-1/2 HR. FR-1A 1-A7.41.40 | 1-A7.41.40 — 5
CN-2-6-48 |STAIR NO. 1 F 1-3/4" 3'-0" 6'-10" WOoOoD - 1-1/2 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 p— 5 CN-3-6-49 | OFFICE PD c 1-3/4" 3'-0" 6'-10" WOoOoD 1/4" TEMP - FR—1A 1-A7.41.40 | 1-A7.41.40 p—— 10
CN-2-6—-49 | OFFICE PD c 1-3/4" 3-0" 6'-10" WooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3—-6-50  |NOT USED — — i — — — — —
CN—-2-6-50 |NOT USED — — — — — — — —— — e — — CN-3—6—51  |NOT USED — — — — — — — —
CN-2-6-51  |NOT USED — — — — — — — — — — — — CN-3-6-52  |NOT USED o — — — — — — —
F CN-2-6-52  |NOT USED o —— — — — — — — — — — — CN-3-6-53  |NOT USED — —— p— —— — — — —
CN-2-6-53 |NOT USED — — — — — — — — — — — — CN-3—-6—54 |NOT USED — — — p— — — — —
CN-2-6-54 |NOT USED — — — — — — — — - — — —= CN-3-6-55 | OFFICE CS c 1-3/4" 3'-0" 6'-10" wooD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-55 | OFFICE CS c 1-3/4" 3'-0" 6'—10" WOOoD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-56 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WOOoD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-56  |OFFICE CS c 1-3/4" 3'-0" 6'-10" WOoOoD 1/4" TEMP o FR-1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-57 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WOOoD 1/4" TEMP - FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-57 | OFFICE CS c 1-3/4" 3'-0" 6'-10" WOOoD 1/4" TEMP —— FR—1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-58 | OFFICE CS c 1-3/4" 3'-0" 6'=10" WOoOoD 1/4" TEMP — FR=1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-58 |OFFICE CS c 1-3/4" 3-0" 6'-10" WOoOoD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10 CN-3-6-59  |NOT USED — — — —— — — —— — — — — —
CN—2-6-59 | CORRIDOR — —— — — — — — — — — — — CN-3-6-60  |OPEN OFFICE — — — —— — p— — — — — — ——
CN-2-6-60 | CORRIDOR —— —— — — —— — — — — — — —— CN-3-6-61 _ |NOT USED — —— - p— — - — — —— — — —
CN-2-6—-61A |COMPUTER ROOM c 1-3/4" 3'-0" 6'-10" WOoOoD 1/4” TEMP — FR—1A 1—A7.41.40 | 1-A7.41.40 — 298 ACCESS CONTROL CN-3-6-62  |NOT USED — —= — — — — — — — — - —
CN-2-6—61B |COMPUTER ROOM c 1-3/4" | 3'-0" 6'—10" WOOoD 1/4" TEMP - FR—1A 1-A7.41.40 | 1-A7.41.40 — 298 ACCESS CONTROL CN-3-6—63 | CORRIDOR — — — — — p— — p— — p— — —
CN-2-6-62  |NOT USED — — — — — — o - — — — —= CN-3-6-64  |NOT USED — — — — o — — —
——JCN-2-6-63 | CORRIDOR o — — — — — — — — —= — — CN-3-6-65 _ |NOT USED — —— p— —— — — — p—
CN-2-6-64 |NOT USED — — — p— — — — — — —— — —— CN-3-6-66 _ |OPEN OFFICE p— p— p— — — — — — p— — — —
CN—-2-6-65  |NOT USED — — — — — —— — — — — — — CN-3-6-67 _ |CORRIDOR —— — p— — — — — — — — — ——
CN-2-6-66 |OPEN OFFICE — — — — — — — — — — — — CN-3—-6-68  |NOT USED — — - — — — — —
CN-2-6—-67  |CORRIDOR — — —= — p— — — —— — —— — — CN-3-6-69  |NOT USED — - — — — — — o
CN—2-6-68 |NOT USED — — — — p— — p— — CN-3-6-70A | CONFERENCE c 1-3/4" 3-0" 6'-10” WOO0D 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 18
CN-2-6-69  |NOT USED —— — — — — — — — CN-3-6—70B | CONFERENCE c 1-3/4" 3-0" 6'-10" WOo0D 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 e 18
CN—2-6-70A | CONFERENCE c 1-3/4" 3-0" 6'-10" WoOoD 1/4" TEMP — FR=1A 1-A7.41.40 | 1-A7.41.40 — 18 CN-3-6-71 |OFFICE D c 1-3/4" 3'-0" 6'-10" wooD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-70B | CONFERENCE c 1-3/4" |  3-0" 6'-10" WooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 p— 18 CN-3-6-72 | OFFICE TL c 1-3/4" 3'-0” 6'-10" WOooD 1/4" TEMP — FR-1A 1-A7.41.40 | 1-A7.41.40 — 10
CN-2-6-71 |OFFICE PD c 1-3/4" 3-0" 6'-10" WOooD 1/4" TEMP — FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
CN—-2-6-72 | OFFICE TL c 1-3/4" 3'-0" 6’-10" WOooD 1/4" TEMP —— FR—1A 1-A7.41.40 | 1-A7.41.40 — 10
LEVEL 4
E DOOR ¢DBL. LETTER INDICATES PAIR) FIRE DOOR DETAILS HARDWARE
NOTES: DOOR # ROOM NAME TYPE THICK WIDTH HEIGHT MAT’L GLASS RATING FRAME # HEAD JAMBS THRESHOLD GROUP REMARKS
1. * = TEMP STATIC DISSIPATIVE CN—4—6-1 NOT USED — - — — — — — —
2. SLIDING CLEANROOM DOOR WITH EMERGENCY BREAKOPEN CN-4-6-2 ELEVATOR MACHINE ROOM FF 1-3/4" 6'-0" 6'-6 1/2" HM —— — — 1-A7.41.40 | 1-A7.41.40 — 3A
3. ALL CLEANROOM DOORS TO HAVE PASSAGE LOCKSETS UNLESS OTHERWISE NOTED CN-4-6-3 ELECTRICAL ROOM FF 1-3/4" 6'-0" 6'—6 1/2" HM — — — 1-A7.41.40 | 1-A7.41.40 — 3A
CN-4-6-4 NOT USED — — — — — — - ——
CN—4-6-5 STAIR_NO. 1 F 1-3/4" 3-0" 6'—6" WOO0D - 1-1/2 HR. FR—1A 1-A7.41.40 | 1-A7.41.40 — 15
CN—4-6-6A  |MECHANICAL FF 1-3/4" 6'-0" 6-7" HM —= — - 1-A7.41.40 | 1-A7.41.40 — 3A
CN—4-6-68 | MECHANICAL FF 1-3/4" 3'-0" 6'=7" HM — — —— 1-A7.41.40 | 1-A7.41.40 —— 3
NOTES:
» 1. * = TEMP STATIC DISSIPATIVE
2. SLIDING CLEANROOM DOOR WITH EMERGENCY BREAKOPEN
3. ALL CLEANROOM DOORS TO HAVE PASSAGE LOCKSETS UNLESS OTHERWISE NOTED
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