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FINAL ASS'Y:

‘® GENERAL NOTES:

1. SEE DRAWING E9.31.90 FOR FIXTURE SCHED @E,
2. ALL NORMAL CIRCUIT WIRE SIZE SHALL BE #10AWG.

9’-6"ABOVE FINISHED FLOOR.

ALL NORMAL LIGHTING FIXTURES 'AND EXIT
FROM PNLCN-2DPB—1 LOCATED IN_RM

ALL EMERGENCY LIGHTING FIXTURES AND
CIRCUITED FROM PNL CN=2E(C—1 LOCA

MOUNT VAPORTIGHT FIXTURE,
#VFBGG-210.

~1 CN-LC-1, 3#10 & 1#10G (CKT 8,10)
B~UP LOCATION SEE DWG E8.11.46. G

bUNTING HEIGHT OF LIGHT FIXTURES SHALL BE 10°-0°AFF TO
BOTTOM.. TYP IN SUPPORT AREAS WITHOUT CEILINGS.

‘V Ry
B\-6-53

PROVIDE 2° PVC 40, 6#10, #10 GND TO N9 HANDHOLE
SERVING CANOPY AND LANDSCAPE LIGHTS. OUTSIDE OF BLDG,
PROVIDE MIN 3" CONC ENCASEMENT ALL AROUND, 24" MIN
BELOW GRADE.
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