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NEXT ASS'’Y: FINAL ASS'Y:
TEL AND TEL/DATA OUTLETS AS SHOWN ON PLAN DRAWINGS.
NOO2 | JOIN COMM CABLE TRAY FROM CNMS WING TO (E) COMM CABLE
TRAY IN CLO BLDG.
NOO3 | INSTALL 900 PAIR CABLE TO CNMS WING IN (E) COMM CABLE
TRAYS IN CLO BLDG.
NOO4 | COMM CABLE TRAY IN CNMS WING
NOO5 | VOICE CABLES SHALL BE PULLED IN BY CNMS CONTRACTOR.
VOICE CABLES SHALL BE IDENTIFIED, PUNCHED DOWN AND TESTED
BY QWEST.
ALL SYSTEM RISER SLEEVES ARE SHOWN ON THIS DIAGRAM.
OTHER RISER DIAGRAM CABLES SHALL USE THESE SLEEVES. ONE
DEDICATED 4" SLEEVE SHALL BE USED FOR TELEPHONE,
LEVEL 5 DATA, LIFE SAFETY, AND SPARE.
[NOO7] PROVIDE VOICE CABLE CONNECTION TO ELEVATOR CAB VIA ELEVATOR
ELEVATOR MACHINE ROOM CONTROLLER. COORDINATE WITH EQPT SUPPLIER.
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