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GENERAL NOTES

1. THE INFORMATION PROVIDED NEXT TO THE VAV EQUIPMENT NUMBER
REPRESENTS THE VAV NECK SIZE FOLLOWED BY THE DESIGN CFM.
TYPICAL FOR ALL VAV'S.

2. THE INFORMATION PROVIDED NEXT TO THE HEV & REV EQUIPMENT
NUMBER REPRESENTS THE HEV & REV DESIGN CFM.

3. PROVIDE 1-8"¢ CONNECTION FOR HOOKUP OF 1 GAS CABINET.
LOCATE CONNECTION TO SUIT LOCATION OF GAS CABINET. -

4. ALL SUPPLY DUCTWORK ASSOCIATED WITH MUA-CN-03/04 SHALL BE
CONSTRUCTED FOR A POSITIVE AND NEGATIVE 2-INCHES STATIC
PRESSURE AND PER SPEC 15841.

5. ALL EXHAUST DUCTWORK ASSOCIATED WITH EF—-CN—-01 AND
EF-CN-02 SHALL BE CONSTRUCTED FOR A POSITIVE AND NEGATIVE
6—INCHES STATIC PRESSURE AND AS PER SPEC 15891.

6. ALL SUPPLY DUCTWORK ASSOCIATED WITH AH-CN-16 AND
AH-CN-17 SHALL BE CONSTRUCTED FOR A POSITIVE AND NEGATIVE
2—INCHES STATIC PRESSURE AND AS PER SPEC 15891.

7. FOR BOD ELEVATION SEE DWG HS5.11.40.

8. FOR PIPING TO FAN COILS, SEE DETAIL m m
H6.11.41) \H6.11.41

9. INSTALL FAN COIL IN THE CEILING SPACE. PROVIDE 2x2
AIR RETURN GRILLE ON CEILING.
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