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UPDATED PSI CONNECTIONS


P1 ANALOG

    1   Setpoint Analog Output

6       Setpoint Return

    2   Current Setpoint Analog Input

7       Setpoint Shield

    3   Measured Current Analog Input

8       Input Return

    4   Measured Voltage Analog Input

9       Input Shield

    5   Current Error Analog Input

P2 DIGITAL I/O

    1   On      (Command output)

20      Off             "

    2   Standby         "

21      Reset           "

    3   Negative Polarity  "

22      Spare command # 1

    4   Spare command # 2

23      Spare command # 3

    5   Spare Command # 4

24      Spare Command # 5

    6   Spare Command # 6

25      Spare Command # 7

    7   Spare Command # 8

26      Spare Command # 9

    8   Spare Command # 10

27      Spare Command # 11

    9   Signal Ground

28      Signal Ground

   10   Signal Ground

29      Signal Ground

   11   Signal Ground

30      On      (Status Input)

   12   Off             "

31      Standby         "

   13   Negative        "

32      Fault Summary   "

   14   Overvoltage     "

33      Overcurrent     "

   15   Out of Reg.     "

34      Fan Fault       "

   16   Overtemp        "

35      Water Flow      "

   17   Water mat       "

36      Security Intlk  "

   18   Ground Fault    "

37      Ripple Fault    "

   19   Phase Fault     "
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    1   Setpoint Analog Output



9-GND



9-GND

1       Setpoint Return





11-GND

    2   Current Setpoint Analog Input


15-GND

2       Setpoint Shield





19-GND

    3   Measured Current Analog Input




20-GND

3       Input Return







23 GND

    4   Measured Voltage Analog Input


32 +5VDC
+5VDC

32 +5VDC

4       Input Shield

    5   Current Error Analog Input

5       Signal Ground

    6   Signal Ground

6       Signal Ground

    7   +15 VDC

7       +15 VDC

    8   +15 VDC

8       +15 VDC

    9   -15 VDC

9       -15 VDC

    10  -15 VDC

10      -15 VDC

    11  Ground

11      Ground

    12  Ground

12      Ground

    13  Ground

13      Ground

   14   On      (Command output)

14      Off             "

   15   Standby         "

15      Reset           "

   16   Negative Polarity  "

16      Spare command # 1

   17   Spare command # 2

17      Spare command # 3

   18   Spare Command # 4

18      Spare Command # 5

   19   Spare Command # 6

19      Spare Command # 7

   20   Spare Command # 8

20      Spare Command # 9

   21   Spare Command # 10

21      Spare Command # 11

   22   Signal Ground

22      Signal Ground

   23   Signal Ground

23      Signal Ground

   24   Signal Ground

24      On      (Status Input)

   25   Off             "

25      Standby         "

   26   Negative        "

26      Fault Summary   "

   27   Overvoltage     "

27      Overcurrent     "

   28   Out of Reg.     "

28      Fan Fault       "

   29   Overtemp        "

29      Water Flow      "

   30   Water mat       "

30      Security Intlk  "

   31   Ground Fault    "

31      Ripple Fault    "

   32   Phase Fault     "

32 Signal Ground
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