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10805000-R8E-8700-R002
REV BY CHK SECT DEPT DATE

XX/XX/XX
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DESCRIPTION

XXX ___ ___ ___

DRAWING NUMBER

A
REV

ROOF EXHAUST 
FAN & DAMPERS

ROOF EXHAUST 
FAN & DAMPERS

NORTH & SOUTH INSTRUMENT
GALLERIES

OFFICE BUILDING 
AREAS 2TU, 

11 TU ENCLOSURE, 
STAIRWELLS, 

REST ROOMS, ETC.H/C UNITS

4 AHUs

2 MUAUs H/C UNIT HIGH BAY
AREA

TANK CAVITY VAULTS

BULK SHIELDING REGION

UTILITY VAULTS, MANIPULATOR GALLERY, 
OTHER SCE AREAS, SERVICE GALLERY

PROCESS CELL

Hg REMOVAL
(DEFERRED)

CHARCOAL
ADSORBERS

GLOVE BOX, 
HOOD

OUTSIDE AIR

TRUSS AIR 
HANDLING SYSTEM

HEPA 
FILTERS

HEPA 
FILTERS

HEPA 
FILTERS

2 PCE
EXHAUST FANS

CENTRAL
EXHAUST

STACK

EXPERIMENT
STATIONS

HOT OFF GAS SOURCES - 
TANKS, TRUCK BAY, ETC.

Hg PROCESS
OFF GAS

GOLD ADSORBTION, 
TRITIUM XENON, SYS

OUTSIDE AIR

1 AHU

1 AHU

ROOF EXHAUST 
FAN & DAMPERS

H/C UNITS

HYDROGEN
SAFE ROOM

H/C UNITS NON-RADIOACTIVE
BASEMENT AREAS

LABS, EQUIP. RMS, 
CONTROL RM, CHANGE 

HOUSES, RISER RM, ETC.

JANITOR ROOM, NORTH 
CORRIDOR CHANGE ROOMS, 
COUNTING LAB, DI WATER 
ROOM, UTILITY VAULT 1

FORKLIFT
CHARGE ROOM

ROOF EXHAUST 
FAN & DAMPERS

ROOF EXHAUST 
FAN & DAMPERS

SANITARY SEWER RM

2 SCE
EXHAUST FANS

2 HOG
EXHAUST FANS

2 TUNNEL
EXHAUST FANS

2 DUMP
EXHAUST FANS

RETURN AIR DUCT SYSTEM

BASEMENT AIR HANDLING SYSTEM

HOG

SCE

PCE

CENTRAL EXHAUST
BUILDING

BASEMENT LEVEL

HIGH BAY
AIRLOCK

INSTRUMENT
GALLERIES

RETURN
AIR

DECON ROOM

FROM HEBT & RTBT
TUNNEL EXHAUST 

INJECTION DUMP
EXHAUST 

8.19.02

INSTRUMENT 
LEVEL

HIGH BAY LEVELTRUSS LEVEL

VFD

PCE FAN FAILURE

SCE FAN FAILURE

SHUTDOWN SCE 

~

VFD

~

VFD

S DOOR 
POSITION 
SWITCH

INLET
AIR 

FILTERS

INLET
AIR 

FILTERS

H/C
UNITS

H/C
UNITS

H/C UNITS

~

~

OUTSIDE AIR

OUTSIDE AIR

SHUTDOWN 
MUAUs

SHUTDOWN 
MUAUs

2 MUAUs

OUTSIDE AIR


